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SatCon Transformator-stasjoner 

 
 

Hæhre Entreprenør AS 
SATCON TA-2 800kVA 
Ordre nr: S1703023 
Kiosk 1 
 

Tekniske hoveddata: 

PRODUKT:      SATCON ”TUNNEL-STASJON” 

Typebetegnelse:    TA-2 800kVA 
Ordrenummer:      S1703023  
Trafokapasitet:      Inntil 800kVA 
Utvendige mål:     B=1778mm 
      L=2800mm 
      H=1970mm 
Vekt med trafo:     ca. 3900kg 
SF6 anlegg:  

 Fabrikat:    ABB 
Serienr:     201612018500001 

 Type:     CCV 
      1 Lastskillebryter (C) for innkommende kabel 
      1 Lastskillebryter (C) for utgående kabel 
      1 Vakuum effektbryter (V) for transformator 
 Vern (V):    MPRB06 - Overstrøms relé   
 Strømtrafoer (V):   MPRB 06 CT1 (15-112A) 
                                                                                       
  
Transformator 1: 

 Fabrikat:    Norsk Transformator  
 Serienr:     307490 
 Ytelse:     800kVA 
 Olje Type:    Silikon 
 Primærspenning:   22kV/11kV 
 Regulering 22kV:   +2x2,5%  -4x2,5% på primærsiden 
 Regulering 11kV:   +2x2,5% -4x2,5% på primærsiden 
 Sekundær spenning:   1000V  
 Trafo overvåkning:   Overstrøms relé (SF6 anlegg, felt +H3) 
 
Transformator 2: 

 Fabrikat:    Noratel 
 Serienr:     TIKO162169010001 
 Ytelse:     63kVA 
 Primærspending:   1000V 
 Sekundær spenning:   400V 
 Trafo overvåkning:   Effektbryter på primærside (-Q0) 
 
Avganger: 

 1000V:         2x 400A Effektbrytere med 2x(2x240mm2) klemmer 
 400V:     1x 63A stikkontakt (463-6) 
 400V:     1x 32A stikkontakt (432-6) 
 400V:     3x 16A stikkontakt (2/16+j) Shuco 



SatCon Transformator-stasjoner 

 
 

Hæhre Entreprenør AS 
SATCON TA-2 800kVA 
Ordre nr: S1703023 
Kiosk 1 
 

Aktuelle innstillinger ved levering 

 
SF6 anlegg – overstrømsrelé: 

Innstilling av relé:   Spenning: 22kV 
     Merkestrøm: 21A   
     Frekvens: 50Hz 

 

Transformator 1:  

 Innstilling av transformator: 
 Spenning på primærside:  22kV 
 Trinn (Spennings regulering):   3 
 Nettype:    IT-nett 
 Anvendelse:    
  1000V:     Avgang 1, 2 og sekundær transformator 
   
   
Transformator 2: 

 Nettype:    400V TN-C-S nett 
 Avendelse:    400V stikkontakter 
                    og styrestrøm 
 
Lavspent fordeling: 

 1000V:           
 Avgang 1:                              400 A Effektbryter  Innstilt på minimum 
 Avgang 2:                              400 A Effektbryter  Innstilt på minimum 
 
              
  

230/400V:  
 63A stikkontakt:  63A Automatsikring og jordfeilbryter 
 32A stikkontakt:   32A Jordfeilautomat 
 3x 16A stikkontakter:  3x 16A Jordfeilautomat 

 

Innstillinger av isolasjonsrelé (-P1) 

Maksimum – 200kOhm. 
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Hæhre Entreprenør AS 
SATCON TA-2 800kVA 
Ordre nr: S1703023 
Kiosk 1 
 

Informasjon 

Primærside 

På primærsiden er det montert et SF6 anlegg fra ABB. Anlegget har tre felt (+H1,+H2,+H3). Felt +H1 

brukes om inntak fra E-verk. Felt +H2 brukes for videreføring av høyspenningsnettet. Felt +H3 brukes 

som fordeling til kioskens primærtransformator. I dette felt er det montert overstrømsrelé for 

beskyttelse av transformatoren (overstrøm og kortslutning).   

Hvis transformatoren skal tas ut av drift må effektbryteren i felt +H3 brukes. Årsaken til dette er at 

kiosken muligens kan være en del av ringnett eller radialnett på høyspentsiden. Hvis bryterne i felt 

+H1 eller +H2 frakobles, kan det få store konsekvenser for øvrige forbrukere på forsyningsnettet. 

Se avsnitt 3 for ytterligere informasjon om SF6 anlegget. 

Transformator 

Transformatorens maksimale kapasitet er 800kVA. Transformatoren har to trinn på primærsiden, 

22kV trinn og 11 kV trinn. Det er veldig viktig at transformatoren trinnes i henhold til spenningen på 

høyspenningsnettet før kiosken tas i bruk. Transformatorvernet er plassert i SF6 anlegget (felt +H3). 

Trinnkobleren på sekundærsiden brukes til å justere spenningen på sekundærsiden opp eller ned.  

Se avsnitt 4 for ytterligere informasjon om transformatoren. 

Sekundærside 

Sekundærsiden (1000V) har 2 avganger. Avgangene er beskyttet med effektbrytere av fabrikat ABB 

(Tmax). Det anbefales at testfunksjonen i effektbryterne brukes regelmessig. Det er veldig viktig at 

effektbryterne innstilles slikt at transformatoren ikke overbelastes i lange perioder. På 

lavspenningssiden er det dessuten montert 1000/400V transformator. Transformatoren er beskyttet 

med effektbryter på primærsiden. Sekundærtransformatoren forsyner 400/230V stikkontakter og 

styrestrøm.  

Se avsnitt 5 for ytterligere informasjon om sekundærsiden. 

Styrestrøm  

Styrestrømmen i kiosken består av multimeter, samt jordfeilovervåkning av kioskens to avganger.  

Se avsnitt 6 for ytterligere informasjon.   
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Hæhre Entreprenør AS 
SATCON TA-2 800kVA 
Ordre nr: S1703023 
Kiosk 1 
 

Plassering og montering  

• Kiosken må plasseres i en avstand minst 7,6m fra bygninger med brennbare overflater og 3m 

fra andre transformator kiosker og/eller bygninger med ikke brennbare overflater.  

• Vær forsiktig med inn og utgående kabler, disse må dimensjoneres i henhold til gjeldende 

forskrifter. 

Betjening og adgang 

• Kun sakkyndig personell med nødvendig kunnskap og forståelse for transformatordrift og 

drift av høyspenningsnett må betjene kioskens høyspenningsside. 

• Transformatorens lavspenningsside er ikke berøringssikker, derfor må transformatorrommet 

være avlåst under drift.  

• Av sikkerhetsmessige årsaker anbefales det at kun sakkyndig personell har adgang til kiosken 

under drift, samt at øvrige rom holdes avlåst under drift. 

Idriftsettelse 

• Transformatorens primærspenning må være lik spenningen på høyspenningsnettet i 

området. 

• Sjekk transformatorvern (overstrøms) i SF6 anlegget. Kontroller at vernet er innstilt for 

transformerens parametre og nettets spennig. 

o Vernet skal programmers i henhold til opplysninger i avsnitt 3.  

• Transformatorens sekundærspenning skal sjekkes før avganger tas i bruk. 

o Bruk trinnkobler på sekundærsiden for at justere spenningen opp eller ned. 

• Test kioskens verneutstyr på lavspenningssiden med tilhørende testknapper før avgangerne 

tas i bruk. 

Under drift. 

• Alle dører må være avlåst under drift. 

• Sjekk kioskens verneutstyr regelmessig under langvarig drift.   

• Sjekk spenningen på transformatorens sekundærside regelmessig. Bruk trinnvelgeren på 

transformatorens sekundærside for at justere spenningen opp eller ned etter behov. 

o Før trinnkobleren brukes må transformatoren utkobles. Bruk effektbryteren i felt 

+H3 i SF6 anlegget for å slå av transformatoren. Husk jordslutter. 

• Sjekk belastningen regelmessig. Pass på at transformatoren ikke blir overbelastet i lange 

perioder.  
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Elnr Varenr Produktgruppe Produkttype Fabrikat Produkt Antall Kjennetegn

304816 Norsk transformator 800kVA 
22/11kV//1kV

1,0 T1

NHSN715001R00
13

94060091 Safering CCV m/lysbuedreper 1,0

kioskhus 1,0 kioskhus

1165394 Endeavslutninger 2,0 MSCE 250A 24KV 25/95

0 1SDA054535R0001 Effektbryter 320-630 
Amp

Elektronisk vern 3 
pol

ABB T5L400 PR221DS-LS/I In400 3p FFC 
1000VAC

2,0 Q1, Q2

4383683 1SDA055032R0001 Effektbryter 320-630 
Amp tilbehør

klemmer 3pol ABB KIT FC CuAl 2x240mm2 T5 630 3pcs 2,0 Q0,Q1,Q2

4383634 1SDA054873R0001 Effektbryter 320-630 
Amp tilbehør

Arbeidstrømspole ABB SOR-C T4-T5-T6 220..240Vac - 
220..250Vdc

2,0 Q1, Q2

4383639 1SDA054910R0001 Effektbryter 320-630 
Amp tilbehør

Hjelpekontakt ABB AUX-C T4-T5-T6 1Q 1SY 250 Vac/dc 2,0 Q1, Q2

1665743 2CDS274001R0634 Automat C 4 pol ABB AUTOMAT S204M-C 63 1,0 F1

1662969 2CSF204101R2630 Jordfeilbrytere 4 pol ABB JF.BR. F204 A-63/0,1 1,0 JF1

1653595 2CSR274101R1324 Automat C 4 pol 
jordfeilautomat

ABB JF.AUT DS204 M A-C32/0,03 1,0 F2, F3

1686993 2CSR272140U1164 Automat C 2 pol 
Jordfeilautomat

ABB JF.AUT DS202C M C16 A30mA,BULK 3,0 F4, F5, F6

1665236 2CDS272001R0024 Automat C 2 pol ABB AUTOMAT S202M-C 2 1,0 F7

0 1SDA054069R0001 Effektbryter 0-250 Amp Elektronisk vern 3 
pol

ABB T4L 250 PR221DS-LS/I In=100 3p F F 1,0 Q01

0 B913037 Overvåking 
Jordfeil/Isolasjon

Isolasjonsovervåke
r 1000V

Bender IR207L 1kVAC 42/110/230VAC 1,0 P2

0 B911774 Overvåking 
Jordfeil/Isolasjon

Summasjonstrafo 
toroide

Bender W3-105. Summasjonstrafo    FOR 
RCM/RCMS

2,0 T5, T6

0 TASL50C5003 Trafo Strøm klasse 0,5 
\1 \3

IME TAS65. *500/5A Tilkobling på l ang side   
STR

3,0 T21, T22, T23

0 B93100533 Instrument Mult/nettanalysato
r 96*96

Elteco PEM533. 0-400V  480 V. -/5 A. Us: AC/DC 
95…25

1,0 P1

4303264 Betjeningsmateriell Trykknapp 230V Schneider XB4BA21 TRYKKNAPP METALL Ø22 1,0 S1

Side: 1
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Elnr Varenr Produktgruppe Produkttype Fabrikat Produkt Antall Kjennetegn

4300401 Betjeningsmateriell Trykknapp 230V Schneider XB4BA61 TRYKKNAPP METALL Ø22 1,0 S2

4303008 Betjeningsmateriell Lampe 230V Schneider XB4BVM4 SIGNALLAMPE MED INT.L 1,0 H1

4303007 Betjeningsmateriell Lampe 230V Schneider XB4BVM3 SIGNALLAMPE MED INT.L 2,0 H2, H3

0 LED02541.0-01 Skap tilbehør Armatur/lampe Carlo Gavazzi LED LAMPE,PIR,SKRUE 100-240VAC, 
5W#LED02541.0-01

1,0 H01

0 LED025-244356 Skap tilbehør Armatur/lampe Carlo Gavazzi 2M AC HUNPLUGG M/KABEL FOR 
LED025#LED025-244356

1,0 H01

0 TVVDD100C100 Kiosk tilbehør Trafo spenning Elteco BTV20. *1000/100V 20VA/cl.0.5    
SPENNINGSTRA

2,0 T10. T11

0 75200S ( 11031XL) Installasjonsmateriell Stikk innfelt Mennekes Stikkontakt innfelt 2/16+j (Schuko) 3,0

0 75208S (1500) Installasjonsmateriell Stikk innfelt Mennekes Stikkontakt innfelt skrå 432-6 1,0

0 75212S ( 1155A) Installasjonsmateriell Stikk innfelt Mennekes Stikkontakt innfelt skrå 463-6 1,0

1455111 Betjeningsmateriell Vender Kraus & Naimer KAMBRYTER 1P  0-1 20A  1-HULL 1,0 S3

F097203A Sikringer Sikringsholder Mersen Sikringsholder 3,0 F10, F11, F12

F097226C Sikringer Sikringsholder Besk. deksel for sikr. holder 3,0 F10, F11, F12

Y099243C Sikringer Porselenssikring Mersen sikring 2A 2500V 30kA 3,0 F10, F11, F12

Side: 2
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SatCon Transformator-stasjoner 

 
 

Hæhre Entreprenør AS 
SATCON TA-2 800kVA 
Ordre nr: S1703023 
Kiosk 1 
 

SF6 anlegg fra ABB 

 

SF6 anlegget i kiosken har tre felt. 

Felt 1 = +H1    

Type:   C – Lastskillebryter 
Gjennomføring:  400 Series Bolt 
Vern:   Ingen 
Anvendelse:  Innkommende kabel (E-verk) 

 

 

Felt 2 = +H2 

Type:   C – Lastskillebryter 
Gjennomføring : 400 Series Bolt 
Vern:   Ingen  
Anvendelse:   Utgående kabel  

 

 

Felt3 = +H3 

Type:   V – Vakuum Effektbryter 
Gjennomføring  200 Series plugg 
Vern:   MPRB06 - Overstrøms relé   
Strømtrafoer:  MPRB 06 CT1 (15-112A) 
                                           MPRB 06 CT2 (46-448A)     
Anvendelse:   Transformator 1 
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Oversiktsbilde 

 

 

 

 

 

 

 

 

 

 

 

 

 

 

  

+H1 +H2 +H3 
1 

2 

3
4 5 

1: Trykkindikator SF6 gass 
2: Overstrømsrelé 
3: Kabelrom: innkommende kabel 
4: Kabelrom: utgående kabel 
5: Kabelrom: transformator kabel 
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SATCON TA-2 800kVA 
Ordre nr: S1703023 
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Innstilling av vern: 
Ved levering fra fabrikk er overstrømsreleet innstilt for 11kV mating. 

Spenning:    22KV  
Ytelse:    800kVA 
Merkestrøm:   21A 
Strømtrafo:    CT1 
Utløseskarakterstikk:  CU 1 - Kurve 1. 
Frekvens:    50Hz 
I>:    2 
 

6,3kV Matespenning: 

Spenning:    11kV 
Ytelse:    800kVA 
Merkestrøm:   42A 
Strømtrafo:   CT1 
Utløseskarakterstikk:  CU 1 - Kurve 1. 
Frekvens:    50Hz 
I>:    2 
 

Se etterfølgende side for programmerings informasjon av releet.  

  



OVERSTRØMSRELE TYPE MPRB-06 Valg av type strømtrafo og innstilling av rele for beskyttelse av distribusjonstrafo

Lesing av feilminne og innstillte verdier uten å ta av plastdeksel

Velg strømtrafotype iht tabell 1: CT1

Velg frekvens: 50Hz

PROG holdes inne mer enn 5 sek for start/avslutte programmering

For å lagre trykkes PROG etter endring.

(+ og - brukes for å endre verdiene) Utløsekarakteristikk
For trafobeskyttelse anbefales

Ytelse (kVA) (merkestrøm (A)) STRØMTRAFO InA/I> kurve CU 1

11 kV 15 kV 22 kV Type

100 (5,2) 200 (5,2) 15/0,9

200 (7,7) 15/1 Velg InA iht tabell 1

315 (8,3) 15/1,1 11kV=33A

200 (10,5) 15/1,4 22kV=17A

315 (12,1) 15/1,6

500 (13,1) 15/1,75

315 (16,5) 630 (16,5) 17/1,95 I> settes slik at

500 (19,2) 19/2 11kV=1,95

800 (21,0) 21/2 22kV=2

630 (24,2) 24/2

500 (26,2) 1000 (26,2) 27/1,95

800 (30,8) 31/2 Jordfeilsfunksjon

630 (33,1) 1250 (32,8) 33/2 benyttes ikke

1000 (38,5) 39/2 og settes til OFF

800 (42,0) 1600 (42,0) 42/2

1250 (48,1) 48/2

1000 (52,5) 2000 (52,5) 53/2

1600 (61,6) 62/2

1250 (65,6) 2500 (65,6) 66/2

2000 (77,0) 77/2

3150 (82,7) 83/2

1600 (84,0) 84/2       Kobling strømtransformatorer

2500 (96,2) 96/2       NB! Skjermen må føres tilbake gjennom

2000 (105) 4000 (105) 105/1,9       strømtransformatorenT
a
b

e
ll
 1

CT1 15-112

CT2 64-448

ABB 1VDD000002P1
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SATCON TA-2 800kVA 
Ordre nr: S1703023 
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Sekundær transformator 

Sekundærtransformatoren er av typen 3LT63M25 fra Noratel, 63kVA 1000/400V 

Mating på primærsiden 

For beskyttelse av sekundærtransformatoren anvendes effektbryteren –Q0. Effektbryteren skal 

innstilles i henhold til transformatorens parametre.  

Maksimal belastning på primærside: 37,1A 

Mating på sekundærsiden 

Sekundær siden av transformeren forsyner styrestrøm og 230/400V stikkontakter. Vern for disse 

finnes i betjenings rom. 

Maksimal belastning på sekundærside: 91A 

  
 

1 

2 

3 

1: 400V uttak  
2: 1000V inntak 
3: N-lask 
4: Merkeplate 

 

4 
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Primær transformator 

 Transformator fra Norsk Transformator, 800kVA 22/11//0,415kV  

Mating på primærsiden  

Mating av transformator ved levering: 

 Spenning på primærside:   22k/11kV 

 Trinnkobler (Spennings regulering):   7 

 

22kV Mating 

• Utfør visuell kontroll av trafoen. 
• Trinnvelger med 2 trinn settes i ”Trinn 1” (11kV) 
• Trinnvelger med 7 trinn, trinnes slikt at sekundærspenningen blir ca 1000V. 

o Sekundærspenningen leses av voltmetre i betjeningsrommet. 
• Vern innstilles iht. veiledning (se avsnitt 3). 

 

11kV Mating 

• Utfør visuell kontroll av trafoen.  
• Trinnvelger med 2 trinn settes i ”Trinn 2” (6,3kV) 
• Trinnvelger med 7 trinn, trinnes slikt at sekundærspenningen blir ca 1000V. 

o Sekundærspenningen leses av voltmetre i betjeningsrommet. 
• Vern innstilles iht. veiledning (se avsnitt 3). 

 

Mating på sekundærsiden 

Transformatorens sekundærside (1000V) forsyner kioskens to avganger og 

sekundærtransformatoren.  

Maksimal belastning på transformatorens sekundærside er 462A   

 

Det er svært viktig at effektbryterne innstilles slikt at transformatoren ikke blir overbelastet i lange 

perioder. Overbelastning betyder økt tap i transformeren (varmegang og økt kostnad), samt økt fare 

for feil. Langvarig overbelastning kan ødelegge transformatoren. 

  



SatCon Transformator-stasjoner 

 
 

Hæhre Entreprenør AS 
SATCON TA-2 800kVA 
Ordre nr: S1703023 
Kiosk 1 
 

Oversiktsbilder Transformator 1: 

 

 

 

 

 

  

3

2 
1 4 

5 

6 
9 

1: 1000V L1 
2: 1000V L2 
3: 1000V L3 
4: 1000V N 
5: Trinnkobler 
6: Trinnvelger 22/11kV 
7:6,3/11kV L1 
8: 6,3/11kV L2 
9: 6,3/11kV L3 

8 

7 
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- Dersom 3-400 Volt sekundærspenningen skal mate et 

	 TN-S nett  skal N-leder laskes til jord  - men punktet  

	 skal videreføres separert som PE og N

- Dersom 3x400Volt er primærspenning (matespenning) 

	 skal N-leder ikke tilkobles

- Dersom rekkeklemmer er montert er disse godkjent 

	 for både kobber og aluminium kabler

- Anbefalt forankoblet sikring er angitt i tabellen.  

	 Forankoblet sikring/vern skal ha treg karakteristikk. 

- Transformatoren skal sikres mot overlast – maksimal 

	 strøm er angitt på merkeskiltet

Trekant Stjerne

Standard koblingsgruppe / koblingsskjema / terminalmerking:

3-fase trafo - monteringsveiledning

Stjerne Trekant

Koblingskjema 1  

Varenummer 3-040-

3x230/400 Volt

Koblingskjema 2  

Varenummer 3-010-

3x400/230 Volt

YNd1

Dyn11

Primær Sekundær



Art. nr.
Ytelse

kVA

Omsetning

Prim. / Sek.

V

Terminal

Type

Moment

CU-kabel   Alu. kabel

NM

Kobl.

Skjema

nr.

Anbefalt foran-

koblet sikring

230 V     400 V

Tomgang 

tap

W

Full last 

tap

W

3-040-600900 0,63 3x230/400 TRKSD 4 OG * * 1 4A 23 65

alt. 3x400/230 TRKSD 4 OG * * 1 4A 23 65

3-040-601100 1,25 3x230/400 WKN 4/U 0,5 - 0,7 0,7 1 6A 36 94

alt. 3x400/230 WKN 4/U 0,5 - 0,7 0,7 1 6A 36 94

3-040-601400 2,5 3x230/400 WKN 4/U 0,5 - 0,7 0,7 1 10A 56 126

alt. 3x400/230 WKN 4/U 0,5 - 0,7 0,7 1 10A 56 126

3-040-601700 4 3x230/400 WKN 10/U 2,0 - 2,5 2,5 1 16A 90 258

alt. 3x400/230 WKN 10/U 2,0 - 2,5 2,5 1 16A 90 258

3-040-602150 6,3 3x230/400 WKN 10/U 2,0 - 2,5 2,5 1 20A 128 374

3-010-505740 6,3 3x400/230 WKN 10/U 2,0 - 2,5 2,5 2 25A 128 374

3-040-602300 10 3x230/400 WKN 16/U 2,0 - 2,5 2,5 1 32A 168 462

3-010-505750 10 3x400/230 WKN 16/U 2,0 - 2,5 2,5 2 32A 168 462

3-040-602400 12,5 3x230/400 WKN 16/U 2,0 - 2,5 2,5 1 32A 247 673

3-040-602500 16 3x230/400 WKN 35/U 3,0 - 4,0 4,0 1 50A 270 655

3-010-505760 16 3x400/230 WKN 35/U 3,0 - 4,0 4,0 2 50A 270 655

3-040-602600 20 3x230/400 WKN 35/U 3,0 - 4,0 4,0 1 63A 280 652

3-010-505765 20 3x400/230 WKN 35/U 3,0 - 4,0 4,0 2 63A 280 652

3-040-603100 25 3x230/400 WKN 35/U 3,0 - 4,0 4,0 1 63A 387 883

3-010-505770 25 3x400/230 WKN 35/U 3,0 - 4,0 4,0 2 80A 387 883

3-040-603200 30 3x230/400 WKN 35/U 3,0 - 4,0 4,0 1 80A 494 966

3-010-505780 30 3x400/230 WKN 35/U 3,0 - 4,0 4,0 2 80A 494 966

3-040-700405 40 3x230/400 WKN 70/U 6,0 - 10,0 10,0 1 125A 320 1370

alt. 3x400/230 WKN 70/U 6,0 - 10,0 10,0 1 80A 320 1370

3-040-700505 50 3x230/400 WKN 70/U 6,0 - 10,0 10,0 1 150A 430 1530

alt. 3x400/230 WKN 70/U 6,0 - 10,0 10,0 1 100A 430 1530

3-040-700635 63 3x230/400 WKN 70/U 6,0 - 10,0 10,0 1 200A 405 1990

alt. 3x400/230 WKN 70/U 6,0 - 10,0 10,0 1 125A 405 1990

3-040-700805 80 3x230/400 CU-skinne 30x5 * * 1 250A 620 1985

alt. 3x400/230 CU-skinne 30x5 * * 1 160A 620 1985

3-040-701005 100 3x230/400
Kabelsko  

KR 120-12
* * 1 315A 675 2570

alt. 3x400/230
Kabelsko  

KR 120-12
* * 1 160A 675 2570

3-040-701255 125 3x230/400
Kabelsko  

KR 150-12
* * 1 355A 800 2930

alt. 3x400/230
Kabelsko  

KR 150-12
* * 1 250A 800 2930

3-040-701605 160 3x230/400
Kabelsko  

KR 240-16
* * 1 500A 900 4120

alt. 3x400/230
Kabelsko  

KR 240-16
* * 1 315A 900 4120

3-040-702005 200 3x230/400
Kabelsko  

KR 240-16
* * 1 630A 1280 4780

alt. 3x400/230
Kabelsko  

KR 240-16
* * 1 400A 1280 4780

3-040-702505 250 3x230/400
Kabelsko  

KR 240-16
* * 1 800A 1590 5070

alt. 3x400/230
Kabelsko  

KR 240-16
* * 1 500A 1590 5070
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Lavspent 40-2000 kVA, IP00
3-fase transformatorer

Type 3LT-00
Åpne 3-fase transformatorer med effekter fra  
40 kVA til 2000 kVA. Konstruert i henhold til 
norm IEC60726 / IEC60076 og CE-merket.  
Åpen utførelse IP00. Standard utførelse leveres 
med adskilte primær- og sekundærviklinger,  
såkalt skilletransformator, som lager "et nytt 
nett" der alle eventuelle jordfeil er eliminert.  
Bruksområde: 
Transformatorene er velegnet der hvor det er 

behov for å transformere spenning 
opp eller ned, eller når transforma-
toren skal fungere som skilletrans-
formator. Eksempelvis elmotorer, 
kompressorer, kjøleanlegg, vaskeau-
tomater, og til å opprette IT- eller 
TN-S anlegg.
Spesialutførelser på forespørsel;
Andre spenninger, frekvenser, 
skjerm mellom primær og sekun-
dær, reguleringer/tappinger, hjul, 
maskinsko, kapslingsgrader m.v. 

Tekniske spesifikasjoner

■	 Primær tilkobling:

■	 Frekvens:

■	 Sekundær utgang:

■	 Koblingsgrupper:

■	 Konstruksjonsnorm:

■	 Isolasjonsspenning:

■	 Sikkerhetsklasse:

■	 Isolasjonsklasse:

■	 Max omg. temp (ta):

■	 Kapslingsgrad:

■	 Tilkoblinger:

Leveres med aluminiumskinner fra og med  

630 kVA for høyere strømmer.

fra 3x115 til 3x1000V

47-63Hz

fra 3x115 til 3x1000V

Dyn11 (standard) 

Dyn5, Ynd 1, Ynd5 

IEC60726 / IEC60076

D.N.V.

3kV AC RMS	

I (krever jording)

F (155°C) - standard

H (180°C)

45°C

IP00

Kobberskinner

Standard koblingsgruppe:

Trekant StjerneDyn11

Tilbehør: 

■	 Kabelavlastning på primær/sekundær [CG]

■	 Hjul [WH] 

■	 Temperatur overvåkning med  

	 varsel eller utkobling [TC] 

■	 PEN-lask [PL]

■	 Toppinnføring [TE]

■	 PT100 følere [PT]

■	 RTD følere [RTD] 

■	 PTC følere [PTC] 

Noratel erklærer, og innestår for at alle  

transformatorene leveres i samsvar med  

gjeldende normer; IEC60726, IEC60076, D.N.V., 

EN55014:1993 (EN55014-1:1997),  

EN61000-3-2:1995, EN61000-3-3:1995, 

EN55104:1995, (EN55014-2:1997),  

EN50081-1:1992, EN50082-2:1995 

på grunnlag av følgende direktiver; 

L.V.D 73/23/EEC, 93/68/EEC,  

EMC 89/336/EEC, 91/263/EEC.
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3LT 40 - 3LT 800

3LT 1000 - 3LT 2000

4-13

40	 45	 3LT 40.0	 540	 520	 670	 252	 570	 50	 340	 470	 14,0	 187
50	 56	 3LT 50.0	 540	 520	 670	 275	 570	 50	 340	 470	 14,0	 225
63	 70	 3LT 63.0	 590	 520	 720	 285	 620	 50	 360	 470	 14,0	 278
80	 89	 3LT 80.0	 590	 520	 720	 307	 620	 50	 360	 470	 14,0	 335
100	 110	 3LT 100	 730	 630	 860	 345	 760	 100	 590	 580	 18,0	 412
125	 138	 3LT 125	 730	 630	 860	 374	 760	 100	 590	 580	 18,0	 504
160	 175	 3LT 160	 850	 700	 940	 375	 840	 100	 590	 650	 18,0	 570
200	 220	 3LT 200	 850	 700	 940	 405	 840	 100	 590	 650	 18,0	 755
250	 275	 3LT 250	 1020	 800	 1180	 450	 1030	 100	 600	 750	 18,0	 930
315	 350	 3LT 315	 1020	 800	 1330	 450	 1180	 100	 600	 750	 18,0	 1060
400	 440	 3LT 400	 1260	 900	 1220	 530	 1070	 100	 760	 850	 18,0	 1216
500	 550	 3LT 500	 1260	 900	 1370	 530	 1220	 100	 760	 850	 18,0	 1347
630	 700	 3LT 630	 1440	 1050	 1390	 570	 1240	 100	 880	 1000	 18,0	 1632
800	 888	 3LT 800	 1440	 1050	 1450	 590	 1300	 100	 880	 1000	 18,0	 1924
1000	 1100	 3LT 1000	 1575	 1080	 1740	 440	 1640	 100	 850	 850	 4x11,0	 2770
1250	 1380	 3LT 1250	 1650	 1080	 1780	 440	 1680	 100	 850	 850	 4x11,0	 3070
1600	 1750	 3LT 1600	 1725	 1080	 1820	 500	 1720	 100	 850	 850	 4x11,0	 3440
2000	 2200	 3LT 2000	 1800	 1080	 1860	 500	 1760	 100	 850	 850	 4x11,0	 4820

Målskisser
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Effekt (kVA)			   Lengde	 Bredde	 Høyde				    Øvrige mål (mm)			   Vekt		
kl. F	 kl. H	 Type	 a	 b	 c	 b1	 c1	 c2	 d	 e	 f  	 (kg)

Standardmodeller 3LT-00
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3LT
3LT 0.10	 5	 15	 14,8	 14,8	 44
3LT 0.15	 6	 27	 17,8	 17,8	 46
3LT 0.25	 10	 27	 10,8	 10,8	 35
3LT 0.40	 12	 38	 9,6	 9,5	 35
3LT 0.50	 17	 39	 7,8	 7,8	 29
3LT 0.63	 23	 40	 6,7	 6,3	 35
3LT 0.80	 30	 51	 6,5	 6,4	 34
3LT 1.25	 36	 57	 4,8	 4,6	 25
3LT 2.00	 55	 72	 3,6	 3,6	 31
3LT 2.50	 56	 70	 2,9	 2,8	 27
3LT 3.00	 65	 79	 2,7	 2,6	 28
3LT 3.50	 75	 199	 5,8	 5,7	 20
3LT 4.00	 90	 168	 4,2	 4,2	 24
3LT 5.00	 98	 205	 4,2	 4,1	 22
3LT 6.30	 128	 246	 4,1	 3,9	 21
3LT 8.00	 158	 262	 3,6	 3,3	 21
3LT 10.0	 168	 294	 3,4	 2,9	 19
3LT 12.5	 247	 426	 3,9	 3,4	 15
3LT 16.0	 269	 386	 2,8	 2,4	 17
3LT 20.0	 280	 371	 2,2	 1,9	 20
3LT 25.0	 387	 496	 2,6	 2,0	 15
3LT 30.0	 494	 472	 2,1	 1,6	 16
3LT 40.0	 229	 1108	 3,3	 2,8	 18
3LT 50.0	 274	 1063	 2,8	 2,1	 18
3LT 63.0	 296	 1567	 3,3	 2,5	 15
3LT 80.0	 387	 1564	 2,8	 2,0	 14
3LT 100	 450	 2291	 3,5	 2,3	 13
3LT 125	 515	 2415	 2,8	 1,9	 13
3LT 160	 687	 3000	 3,3	 1,9	 13
3LT 200	 740	 2928	 3,0	 1,5	 11
3LT 250	 800	 3387	 3,0	 1,4	 12
3LT 315	 943	 4754	 3,0	 1,5	 14
3LT 400	 909	 6808	 6,4	 1,7	 8
3LT 500	 1387	 7212	 5,2	 1,4	 8
3LT 630	 1709	 7649	 3,9	 1,2	 9
3LT 800	 1800	 8000	 4,5	 0,8	 10
3LT 1000	 2000	 8500	 4,5	 0,8	 10
3LT 1250	 2800	 10000	 5,0	 0,8	 10
3LT 1600	 3100	 12000	 5,0	 0,8	 10
3LT 2000	 3300	 15000	 5,5	 0,7 	 10

3LTV
3LTV 0.25	 10	 30	 13,5	 12,1	 34
3LTV 0.40	 12	 40	 10,2	 10	 34
3LTV 0.50	 15	 44	 9,55	 8,78	 29
3LTV 0.63	 23	 40	 6,68	 6,27	 35
3LTV 0.80	 25	 48	 6,47	 6,06	 33
3LTV 1.00	 28	 40	 4,1	 4	 32
3LTV 1.60	 42	 46	 2,88	 2,84	 38
3LTV 2.00	 50	 50	 2,6	 2,5	 33
3LTV 2.50	 60	 60	 2,34	 2,4	 33
3LTV 3.00	 60	 92	 3,2	 3,07	 25
3LTV 3.50	 75	 90	 2,65	 2,57	 31
3LTV 4.00	 90	 90	 2,3	 1,8	 30
3LTV 5.00	 100	 105	 2,3	 2,1	 27
3LTV 6.30	 130	 130	 2,2	 2,06	 31
3LTV 8.00	 150	 150	 2	 1,89	 32
3LTV 10.0	 160	 200	 2,1	 2	 23
3LTV 13.0	 220	 190	 1,8	 1,5	 24
3LTV 16.0	 290	 190	 1,48	 1,19	 26
3LTV 20.0	 310	 240	 1,5	 1,2	 23
3LTV 25.0	 390	 280	 1,55	 1,15	 24

3LTxxN
3LT 40.0N	 321	 1046	 3,52	 2,61	 11
3LT 50.0N	 431	 1098	 3,09	 2,20	 12
3LT 63.0N	 404	 1587	 3,59	 2,52	 9
3LT 80.0N	 622	 1362	 2,96	 1,70	 10
3LT 100N	 673	 1896	 3,88	 1,90	 8
3LT 125N	 797	 2133	 3,91	 1,71	 8
3LT 160N	 901	 3221	 4,30	 2,01	 8
3LT 200N	 1283	 3500	 5,10	 1,72	 7
3LT 250N	 1590	 3480	 3,27	 1,39	 9

4-22

3-LT standardmodeller

- Alle oppgitte verdier er veiledende,  

forbehold om evt. endringer.

Tap & kortslutningsstrømmer
3-fase transformatorer
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3-LTV & 3LTxxN

		  Fe-tap	 Cu-tap	 ez	 er	 Ic
	 Type	 (W)	 (W)	 (%)	 (%)	 (xIn)	

		  Fe-tap	 Cu-tap	 ez	 er	 Ic
	 Type	 (W)	 (W)	 (%)	 (%)	 (xIn)	
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Lavspenning

Hæhre entreprenør AS

TA-2 800kVA

Ordre nr: S1703023     

Kiosk 1 

Tekniske hoveddata

Tegninger og spesifikasjon

SF6 Anlegg

Transformator 1 og 2

Styrestrøm

HMS Datablad

Samsvarserklæring og sluttkontrol

Bilder

Produkterblader



SatCon Transformator-stasjoner 

 
 

Hæhre Entreprenør AS 
SATCON TA-2 800kVA 
Ordre nr: S1703023 
Kiosk 1 
 

Lavspenning 

1000V avganger: 

Avgang 1 (-Q1) 

Effektbryter:     ABB T5L 400A 3-Pol 1000V  
Med underspenningsutløser og hjelpekontakter (Veksel og Vern) 
Vern:     PR221DS 
Innstilling ved levering:   Innstilt på minimum. 
Kabelklemmer for utgående kabler:  2x240mm2 Al/Cu  
Moment:    31 Nm 
 
Avgang 2 (-Q2) 

Effektbryter:     ABB T5L 400A 3-Pol 1000V  
Med underspenningsutløser og hjelpekontakter (Veksel og Vern) 
Vern:     PR221DS 
Innstilling ved levering:   Innstilt på minimum. 
Kabelklemmer for utgående kabler:  2x240mm2 Al/Cu  
Moment:    31 Nm 
 
 
Effektbryter for beskyttelse av sekundærtransformator (-Q0) 

Effektbryter:     ABB T4L 100A 3-Pol 1000V  
Innstilling ved levering:   Innstilt på minimum 
 
 
Maksimal belastning på sekundærsiden er 462A. Det skal tas hensyn til dette ved innstilling av 
bryterne. 
 
For å kunne innstille vernet (PR221DS) på annet enn minimum, må man vite maksimal belastning 

på kursen og den minste kortslutningsstrøm (Ikmin) på enden av kursen. 

 

Kortslutningseffekt: 

 
Den maksimale kortslutningsstrøm på sekundærsiden er: Ikmax= ca 8,4kA  



SatCon Transformator-stasjoner 

 
 

Hæhre Entreprenør AS 
SATCON TA-2 800kVA 
Ordre nr: S1703023 
Kiosk 1 
 

Oversiktsbilde lavspenning: 

 

 

 

 

 

  

1 2 
3 

4 

1: Effektbryter 400A - Avgang 1 
2: Effektbryter 400A - Avgang 2 
3: Effektbryter Beskytelse av transformer 2 
4: PE skinne 
 

 



SatCon Transformator-stasjoner 

 
 

Hæhre Entreprenør AS 
SATCON TA-2 800kVA 
Ordre nr: S1703023 
Kiosk 1 
 

 230/400V stikkontakter 

Kiosken har følgende stikkontakter: 

 
1x 63A stikkontakt 3 faset: 

Sikring:    63A Automatsikring og Jordfeilbryter ABB 
  Stikkontakt:    Mennekes 63A/400V innfelt. 
      (463-6) 
 
 1x 32A stikkontakt 3 faset:  
  Sikring:    32A Jordfeilautomat ABB 
  Stikkontakt:   Mennekes 32A/400V innfelt 
      (432-6) 
  
 

3x 16A stikkontakter 1 faset:   
Sikring:    16A Jordfeilautomat ABB 

  Stikkontakt:   Mennekes 16A/230V innfelt 
      (2/16+j) Shuco 
       

Maksimal belastning på sekundærtransformatoren er 91A  

 

Kortslutningseffekt: 

Den maksimale kortslutningsstrøm på sekundærsiden er beregnet til Ikmax= 8.5kA 
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SatCon Transformator-stasjoner 

 
 

Hæhre Entreprenør AS 
SATCON TA-2 800kVA 
Ordre nr: S1703023 
Kiosk 1 
 

Styrestrøm 

Generelt om styringen 

På kioskens sekundærside er det montert isolasjonsrelé av typen IR207 (Bender). Releet overvåker 

kioskens avganger. Ved isolasjonsfeil løser isolasjonsreleet ut kioskens to avganger samtidig. Det kan 

også velges å kun gi varsling og ingen utkobling. 

 I tillegg er det montert multimeter for måling av spenning, strøm og effekt. 

Effektbryterne (-Q1 til –Q2) er utstyret med vern av typen PR221DS (ABB). Vernet løser bryterne ut 

ved eventuell overbelastning/kortslutning.  For beskyttelse av 230/400V stikkontakter anvendes 

automatsikringer og jordfeilautomater. 

 

Styringen har følgende hovedkomponenter: 

Kjennetegn: Komponent: Anvendelse: 
-P1 Isolasjonsrelé  Overvåker isolasjonsmotstanden mellom faser og jord. 

Ved feil utkobles driftsatt avgang 
-S1 Trykknapp  Test isolasjonsvakt 
-S2 Trykknapp Reset isolasjonsvakt 
-H3 Rød lampe Aktiveres ved isolasjonsfeil 
-H1 Grønn lampe Avgang 1 i drift 
-H2 Grønn lampe Avgang 2 i drift 
-K1 Hjelperelé isovakt Aktiveres ved isolasjonsfeil    
-P1 Multimeter Måleinstrument for måling av strøm, spenning og 

effekt. 

 

  



SatCon Transformator-stasjoner 

 
 

Hæhre Entreprenør AS 
SATCON TA-2 800kVA 
Ordre nr: S1703023 
Kiosk 1 
 

Funksjon av styring   

  

Feilfri tilstand  

I feilfri tilstand skal ingen av de røde lamper lyse.  Multimeteret skal vise ca. 1000V og eventuell 

belastning på avgangen.  

Det er mulig å teste isolasjonsreleet med trykk på knappen -S1, Ved trykk på knappen skal alle 

avganger i drift løse ut og varselslampen –H3 aktiveres. Etter testen må releet resettes med trykk på 

knappen -S2 

Ved feil 

Ved isolasjonsfeil på en eller flere avganger løser isolasjonsreleet ut alle driftsatte avganger og 

varsels lampe –H3 aktiveres.  Med mindre det er valgt kun varsling, da vil –H3 aktiveres, men 

bryterne ligger fortsatt inne. 

 

 

 

  



SatCon Transformator-stasjoner 

 
 

Hæhre Entreprenør AS 
SATCON TA-2 800kVA 
Ordre nr: S1703023 
Kiosk 1 
 

Oversiktsbilder styring: 

 

 

 

 

 

 

 

 

 

  

1: Multimeter: måling av spenning, strøm og 
effekt. 
2: Lampe: Avgang 1 i drift 
3: Lampe: Avgang 2 i drift 
4: Trykknapp: Reset Isovakt 
5: Trykknapp: Test Isovakt 
6: Lampe: Isofeil 
7: Vender: For valg mellom utk. Og varsling 
ved isolfeil 
 
 
 

8: Spenningstrafoer 
9: Voltmetersikringer  
10: Isolasjonsrelé 
11: Hjelperelé 
12: Sikringer 

 

1 

2 

6 

7 

8 

10 11 

9 

3 

4 

5 

12 

12 



1

2

3

4

5

6

7

8

9

10

11

12

Lavspenning

Hæhre entreprenør AS

TA-2 800kVA

Ordre nr: S1703023     

Kiosk 1 

Tekniske hoveddata

Tegninger og spesifikasjon

SF6 Anlegg

Transformator 1 og 2

Styrestrøm

HMS Datablad

Samsvarserklæring og sluttkontrol

Bilder

Produkterblader



 

 
 

 

HMS - datablad 
 

Material: 60004396 POWERSIL® FLUID TR 50 
 

Versjon: 1.7 (NO)     Trykningsdato: 07.09.2009     Gjennomgått den: 20.11.2008 
 

 

Side: 1/6 

 

1 Stoff-/tilberednings- og firmabetegnelse 
 

1.1 Stoffets/produktets navn 
 

 Handelsnavn: POWERSIL® FLUID TR 50 
 

1.2 Stoffets/produktets bruk: Industriell.  

Kjemisk intermediat  
 

 

1.3 Firmanavn 
 

 Produsent/leverandør: Wacker Chemie AG  
 Vei/postboks: Hanns-Seidel-Platz 4 
 Nasj.kjennet./postnr./sted: D 81737 München 
 Telefon: +498962790  
 Telefax: +498962791770 
 

 Opplysning om HMS-databladet: Telefon +49/(0) 8677/83-4888 
  Telefax +49/8677/83-5590 
  e-post WLCP-MSDS@wacker.com 
 

1.4 Telefonnr ved ulykker 
 

 Informasjon ved uheil (tysk): Bedriftens brannvesen +49/(0) 8677/83-2222 
 Informasjon ved uheil (internasjonalt): National Response Center +49/(0) 621/60-43333 
 

2 Eventuell risiko 
 

2.1 Rubrisering: 
 

 R-Setn. Betegnelse 
 R- - 
 

3 Sammensetning/opplysninger om bestanddeler 
 

3.1 Kjemisk karakterisering  (enkeltstoff): 
 

 Kjemisk karakterisering 
 polydimetylsiloxan  
 

4 Førstehjelps forholdsregler 
 

4.1 Generelt: 
 Ved uhell eller illebefinnende kontakt lege vis etiketten hvis mulig.  
 

4.2 Etter innånding: 
 Sørg for frisk luft.  
 

4.3 Etter hudkontakt: 
 Produktet fjernes mekanisk med papir eller tekstil. Vask med rikelig vann eller vann og såpe. 

Søk legeråd ved synlig hudendring eller plager (vis etiketten eller HMS-databladet hvis mulig).
 

4.4 Etter øyekontakt: 
 Skyll straks med rikelig vann. Ved vedvarende irritasjon kontakt lege. 
 

4.5 Etter svelging: 
 Drikk rikelig vann i små porsjoner. Ikke frremkall oppkast. 
 

5 Forholdsregler ved brannslukning 
 

5.0 Generelt: 
 -  
 

5.1 Egnede brannslukningsmidler: 
 vanntåke , slukningspulver , alkoholbestandig skum , kulldioksid , sand . 
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5.2 Av sikkerhetsgrunner uegnede brannslukningsmidler: 
 vanndusjstråle , vannstråle . 
 

5.3 Spesiell risiko ved selve stoffet eller tilberedningen, forbrenningsprodukter av det eller gass 
som utvikles: 

 bortfaller  
 

5.4 Spesielt verneutstyr ved brannslukning: 
 Bruk åndedrettsvern som er uavhengig av omgivelsesluften.  
 

6 Forholdsregler ved ufrivillig utslipp 
 

6.1 Forsiktighetsregler gjeldende personer: 
 Ved spill gjöres oppmerksom på sklifare. Gå ikke på spilt materiale. 
 

6.2 Miljøvernforholdsregler: 
 Skal ikke slippes ut til vannmiljø, avløp og miljøet. Spilt vaeske demmes opp av egnet 

materiale (f.eks jord). Stopp lekkasjen hvis dette kan gjores sikkert. 
 

6.3 Metoder for rensing/opptak: 
 Tas opp mekanisk og deponeres forskriftsmessig. Ved små mengder: Tas opp med væskebindende 

materiale, f.eks. kiselgur og deponeres forskriftsmessig. Større mengder oppdemmes og pumpes 
opp i egnede beholdere. Det eventuelt gjenværende glatte belegg fjernes med biologisk 
nedbrytbart vaskemiddel/såpeløsning eller annet egnet middel. Påfør sand eller annet inert 
kornet materiale for å få bedre grep. 

 

7 Håndtering og lagring 
 

7.0 Generelt: 
 Ingen spesielle vernetiltak nødvendig.  
 

7.1 Håndtering 
 

 Instrukser for sikker behandling: 
 Sølt substans fører til større sklifare.  
 

 Instrukser for brann- og eksplosjonsvern: 
 Følg generelle regler for forebyggende brannvern.  
 

7.2 Lagring 
 

 Krav til lagerrom og containere: 
 ikke kjent  
 

 Instrukser for sammenlagring: 
 bortfaller  
 

 Ytterligere opplysninger om lagerbetingelser: 
 Emballasjen skal holdes tett lukket. Oppbevares kjølig og tørt. 
 

8 Eksponeringsbegrensning og personlig verneutstyr 
 

8.1 Grenseverdier for eksponering 
 

 Grenseverdier for luft på arbeidsplassen: 
 bortfaller 
 -  
 

8.2 Begrensning og overvåking av eksponeringen 
8.2.1 Begrensning og overvåking av eksponeringen på arbeidsplassen 
 

 Generelle verne- og hygieneforholdsregler: 
 Følg allmenne hygieniske forholdsregler ved håndtering av kjemiske stoffer. Det må ikke spises 

eller drikkes under arbeidet. 
 

 Personlig verneutstyr: 
 Åndedrettsvern: 
 ikke nødvendig . 
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 Håndbeskyttelse: 
 Anbefaling: Vernehansker av butylgummi , Vernehansker av nitrilgummi . 
 

 Øyevern: 
 Anbefaling: vernebriller . 
 

8.2.2 Begrensning og overvåking av miljøeksponeringen: 
 Skal ikke slippes ut til vannmiljø eller til miljøet.  
 

9 Fysikalske og kjemiske egenskaper 
 

9.1 Generelle opplysninger 
 Form.................................: vaeske 
 Farge................................: fargeloes 
 Lukt.................................: luktfri 
 

9.2 Viktig opplysninger om beskyttelse av helse, miljo og sikkerhet 
Metode 
(67/548/EØF): 

 Smeltepunkt..........................: bortfaller   
 Kokepunkt............................: bortfaller   
 Flammepunkt..........................: > 240 °C (ISO 2719) 
 Tenningstemperatur...................: > 340 °C (ISO 2592) 
 Nedre eksplosjonsgrense..............: bortfaller   
 Øvre eksplosjonsgrense...............: bortfaller   
 Damptrykk............................: bortfaller   
 Tetthet..............................: 0,96 g/cm³ ved 20 °C (ISO 3675) 
 Oppløselighet i vann.................: praktisk uoppløselig ved 20 °C  
 pH-Verdi.............................: ikke brukbar   
 Viskositet (kinematisk)..............: 40 mm²/s ved 40 °C  (ISO 3104) 
 

 
 

10 Stabilitet og reaktivitet 
 

10.0 Generelt: 
 Ved fagkyndig lagring og håndtering ingen farlige reaksjoner kjent.  
 

10.1 Betingelser som må unngåes: 
 ikke kjent  
 

10.2 Stoffer som må unngåes: 
 ingen kjent(e)  
 

10.3 Farlige spaltningsprodukter: 
 Ved forskriftsmessig lagring og håndtering: ingen kjent(e) . Målinger ved temperaturer fra ca. 

150 °C har vist at det ved oksidativ nedbrytning avspaltes små mengder formaldehyd. 
 

11 Opplysninger om toksikologi 
 

11.0 Generelt: 
 De påfølgende oppførte toksikologiske resultater ble nàdd ved forsøk med lignende produkter. 

Etter dagens kunnskapsnivaa fysiologisk kompatibel. Etter dagens kunnskapsniva hverken mutagen 
kreftfremkallende eller teratogen. 

 

11.1 Opplysninger om toksikologi 
 

 Akutt toksisitet (klassifiseringsrelevante LD50/LC50-verdier): 
 Fremstilling Verdi/verdiområde Spesielle typer Kilde 
 oral > 5000 mg/kg rotte  litterature 
 dermal > 2008 mg/kg rotte (Limittest) forsØksrapp. 
 

 Primær irriterende virkning: 
 Fremstilling Virkning organismer/testsystem Kilde 
 hud ikke irriterende kanin forsØksrapp. 
 Øye mildt irriterende kanin forsØksrapp. 
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 Sensibilisering: 
 Fremstilling Virkning Testart Spesielle typer Kilde 
 hud ikke allergifremkallende Magnusson-

Kligmann 
marsvin forsØksrapp. 

 

 Tilleggsopplysninger: 
 -  
 

 Holdepunkter for arveanleggs-forandrende potensiale: 
 Testsystem Virkning Kilde 
 Bacterial Reverse Mutation Test ikke mutagen forsØksrapp. 
 

11.2 Erfaringer fra mennesker: 
 Plasterprøve: Produktet har god forenlighet med huden. 
 

11.3 Ytterligere toksikologiske instrukser: 
 -  
 

12 Opplysninger ang. økologi 
 

12.1 Okotoksisitet 
 Spesielle typer Testart Eksp. tid Resultat Kilde 
 Goldorfe (Leuciscus idus) akutt 96 h 200 mg/l (LC0) litteratur 
 

 Ifølge erfaringer hittil forventes ingen fisketoksisitet.  
 

 Reaksjon i renseanlegg (bakterietoksisitet: åndedretts-/formeringshemming): 
 Testsystem Eksp. tid Resultat Kilde 
 Pseudomonas putida  > 1000 mg/l (EC50) litteratur 
 

 Etter dagens erfaringer forventes ingen uheldige innvirkninger på renseanlegg.  
 

12.2 Mobilitet 
 

 Danner en tynn oljefilm på vannoverflaten. Adsorberes av svevedeler. Utskilling ved 
sedimentering.  

 
 

12.3 Persistens og nedbrytbarhet 
 

 Bionedbryting / tilleggsopplysninger: 
 Biologisk ikke nedbrytbart. Polydimetylsiloksaner er i ei viss utsrekning nedbrytbare ved 

abiotiske prosesser. 
 

 Tilleggsopplysninger: 
 Elimineres ved adsorbering i aktivt slam.  
 

12.4 Fare for biologisk akkumulering 
 

 Bioakkumulering usannsynlig.  
 

12.5 Andre skadelige virkninger 
 

 -  
 

12.6 Ytterligere henvisninger 
 

 Generelt: 
 Ved fagkyndig håndtering og bruk forventes ingen miljøproblemer.  
 

13 Instruks for avfallshåndtering 
 

13.1 Produkt 
 

 Anbefaling: 
 Materiale som ikke kan brukes eller finne kjemisk gjenvinning må bringes til en godkjent 

bedrift for avfallsbehandling i henhold til stedlige forskrifter.  
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13.2 Ikke rengjort emballasje 
 

 Anbefaling: 
 Emballasjen må tømmes fullstendig (dryppfri, rislefri, sparkelren). Emballasjen skal 

overensstemmende med de til enhver tid gjeldende lokale/nasjonale bestemmelser tilføres 
gjenbruks- hhv. utnyttelsesformål. 

 

14 Transportforskrifter 
 

14.1 Landtransport ADR og RID: 
 

 Veitransport ADR: 
 Vurdering....................: ikke farlig gods 
 
 Jernbane RID: 
 Vurdering....................: ikke farlig gods 
 

14.2 Skipstransport IMDG-Code 
 Vurdering....................: ikke farlig gods 
 

14.3 Flytransport ICAO-TI/IATA-DGR 
 Vurdering....................: ikke farlig gods 
 

14.4 Transport/tilleggsopplysninger 
 

 Informerende område til punkt 14. Transportforskrifter: 
 Avdeling for service på farlig gods, faks +49(0)8677/83-5589, telefon +49(0)8677/83.4950 
 

15 Forskrifter 
 

15.1 Merking (EF) 
 

 R-Setn. Betegnelse 
 R- - 
 

 S-setn. Betegnelse 
 S- - 
 

15.2 Nasjonale forskrifter: 
 

 P-No.: P-93854  
 

15.3 Andre internasjonale ordninger 
 

 Informasjon om internasjonal registrering 
Oppført i eller i overensstwemmende med følgemde lister: 

 IECSC  - China 
 EINECS - Europe 
 ENCS   - Japan 
 PICCS  - Philippines 
 ECL    - Korea 
 DSL    - Canada 
 TSCA   - USA 
 AICS   - Australia 
 

16 Andre opplysninger 
 

16.1 Produkt 
 

 Disse data beskriver utelukkende sikkerhetskravene til produktet/produktene og bygger på status 
quo for vår viten. De gir ingen garanti for egenskaper ved det produkt/de produkter som er 
beskrevet, i gjeldende lovbestemmelsers betydning for garanti. 
Leveringsspesifikasjonene finner De i de respektive produktdatablader. 
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16.2 Tilleggsopplysninger: 
 

 Komma i numeriske oppgaver anngir desimalpunktet. Loddrette streker på venstre kant viser til 
endringer i forrige versjon. Denne utgaven erstatter alle tidligere. 

 
- Slutten på HMS-databladet - 
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SAMSVARSERKLÆRING

S1703023  -

Undertegnede erklærer at lavspenningsutstyr og apparater er 

LDV EMC Maskindirektivet

EN 60898 EN 50082-1 EN 60204-1

EN 60947-2 EN 50082-2

EN 60439-1 EN 50081-1

EN 60439-3

EN 60439-4

EN 60439-5

Ferdig produkt er testet i henhold til vår Kvalitetssikring (KS)

          AS SATEMA MOELV

          Tore Persson     D.L.

          

          ...........................................

Dato 01.02.2017

Saksbehandler Eirik Strandum

Rutine  2.4.0   Kontroll og prøving

Rutine  2.4.1   Løpende kontroll

Rutine  2.4.2   Sluttkontroll

el.data angitt i kataloger fra produsenter/leverandører.

Normer Normer Norm 

montert i overenstemmelse med montasjeanvisninger og 

Fordelingsidentifikasjon Kiosk 1

Netttype/frekvens 22/11//1KV 50Hz

Produksjonsår 2017

Ordre nummer

Adresse Industriveien 15

2391 Moelv

Anlegg TA-2 800KVA

Produsentens navn AS SATEMA-MOELV

x

x

M:\PROSJEKTER\BYGGSTRØM\S1703023 - TA-2 800kVA\Dokumentasjon\Kiosk 1\Samsvarserklæring1Side 1
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SatCon Transformator-stasjoner 

 
 

Hæhre Entreprenør AS 
SATCON TA-2 800kVA 
Ordre nr: S1703023 
Kiosk 1 
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Extended Product Type:
Product ID:
EAN:
Catalog Description:
Long Description:

EAN:
Minimum Order Quantity:
Customs Tariff Number:

Product Net Width:
Product Net Height:
Product Net Depth:
Product Net Weight:

Package Level 1 Units:
Package Level 1 Width:
Package Level 1 Height:
Package Level 1 Length:
Package Level 1 Gross Weight:
Package Level 1 EAN:

RoHS Status:

Number of Poles:
Number of Protected Poles:
Power Loss:
Product Main Type:
Product Name:
Rated Current (In):
Rated Residual Current:
Rated Short-Circuit Capacity ( Icn
):
RoHS Date:
Standards:
Tripping Characteristic:
Type of Residual Current:

Declaration of Conformity - CE:

Object Classification Code:

General Information
DS202C M A-C16/0,3 
2CSR272140R3164 
8012542120551 
DS202C M A-C16/0,3 - RCBo 
The DS202C series RCBO is a 2P in two-modules device for the protection of end user
single-phase circuits against overload and short-circuit currents; protection against the
effects of sinusoidal alternating and direct pulsating earth fault currents; protection against
indirect contacts and additional protection against direct contacts (with sensitivity = 30 mA).

Categories
Products »  Low Voltage Products and Systems »  Modular DIN Rail Products »  Residual Current Devices RCDs »  Residual
Current Breakers with Overload Protection RCBo

Ordering
8012542120551
1 piece
85389099

Dimensions
0.036 m
0.083 m
0.067 m
0.239 kg

Container Information
5 piece
0.253 m
0.088 m
0.108 m
1.446 kg
8012542120568

Environmental
Following EU Directive 2002/95/EC August 18, 2005 and amendment

Additional Information
2
2
Per Pole 11.3 W
DS202C
Residual Current Breaker with Overload Protection
16 A
300 mA
(230 / 400V AC) 10 kA

20090529
IEC EN 61009
C
A type

Certificates and Declarations (Document Number)
ITSCE182DS202CM;

Classifications
Q

DS202C M A-C16/0,3



  



Extended Product Type:
Product ID:
EAN:
Catalog Description:
Long Description:

EAN:
Minimum Order Quantity:
Customs Tariff Number:

Product Net Width:
Product Net Height:
Product Net Depth:
Product Net Weight:

Package Level 1 Units:
Package Level 1 Width:
Package Level 1 Height:
Package Level 1 Length:
Package Level 1 Gross Weight:
Package Level 1 EAN:
Package Level 2 Units:
Package Level 2 Width:
Package Level 2 Height:
Package Level 2 Length:
Package Level 2 Gross Weight:
Package Level 2 EAN:

RoHS Status:

IIT Publishing Status:
Number of Poles:
Number of Protected Poles:
Power Loss:
Product Main Type:
Product Name:
Rated Current (In):
Rated Residual Current:
Rated Short-Circuit Capacity ( Icn
):
Standards:
Tripping Characteristic:
Type of Residual Current:

Declaration of Conformity - CE:

Object Classification Code:

General Information
DS204 M A-C32/0,03 
2CSR274101R1324 
8012542851103 
DS204 M A-C32/0,03 - RCBo 
The RCBOs DS200 series has the function to protect against overload and short-circuit
currents; protection against the effects of sinusoidal alternating earth fault currents;
protection against indirect contacts and additional protection aganist direct contacts. 

Categories
Products »  Low Voltage Products and Systems »  Modular DIN Rail Products »  Residual Current Devices RCDs »  Residual
Current Breakers with Overload Protection RCBo

Ordering
8012542851103
1 piece
85363030

Dimensions
0.105 m
0.093 m
0.069 m
0.780 kg

Container Information
1 piece
0.49 m
0.11 m
0.09 m
0.83 kg
8012542851103
1 piece
0.12 m
0.105 m
0.08 m
0.83 kg
8012542851110

Environmental
Planned to follow EU Directive 2002/95/EC August 18, 2005 and amendment after 2006-07-
01

Additional Information
Level 0 - Information enabled
4
4
Per Pole 15.7 W
DS200
Residual Current Breaker with Overload Protection
32 A
30 mA
(230 / 400V AC) 10 kA

IEC EN 61009
C
A type

Certificates and Declarations (Document Number)
ITSCE129DS200;

Classifications
Q

DS204 M A-C32/0,03



  



Extended Product Type:
Product ID:
EAN:
Catalog Description:
Long Description:

EAN:
Minimum Order Quantity:
Customs Tariff Number:

Product Net Width:
Product Net Depth:
Product Net Height:
Product Net Weight:

Package Level 1 Units:
Package Level 1 Width:
Package Level 1 Length:
Package Level 1 Height:
Package Level 1 Gross Weight:
Package Level 1 EAN:

Ambient Air Temperature:

Reference Temperature for Tripping
Characteristics:
Resistance to Shock acc. to IEC
60068-2-27:
Resistance to Vibrations acc. to IEC
60068-2-6:
Environmental Conditions:

RoHS Status:

Standards:

Number of Poles:
Tripping Characteristic:
Rated Current (In):
Rated Operational Voltage (Ue):
Power Loss:

Rated Insulation Voltage (Ui):

Operational Voltage:

Rated Frequency (fr):
Rated Short-Circuit Capacity ( Icn

General Information
S202M-C2 
2CDS272001R0024 
4016779550239 
Miniature Circuit Breaker - S200M - Number of Poles 2 - Tripping characteristic C 
System pro M compact S200M miniature circuit breakers are current limiting. They have two
different tripping mechanisms, the delayed thermal tripping mechanism for overload
protection and the electromechanic tripping mechanism for short circuit protection. They are
available in different characteristics (B,C,D,K,Z), configurations (1P,1P+N,2P,3P,3P+N,4P),
breaking capacities (up to 10 kA at 230/400 V AC) and rated currents (up to 63A). All MCBs
of the product range S200M comply with IEC/EN 60898-1 and IEC/EN 609 47-2, allowing the
use for residential, commercial and industrial applications. Bottom-fitting auxiliary contact
can be mounted on S200M to save 50% space. 

Categories
Products »  Low Voltage Products and Systems »  Modular DIN Rail Products »  Miniature Circuit Breakers MCBs

Ordering
4016779550239
1 piece
85362090

Dimensions
35.0 mm
69.0 mm
88.0 mm
0.250 kg

Container Information
5 piece
92.0 mm
183.0 mm
80.0 mm
1.300 kg
4016779605595

Environmental
Operation -25 … +55 °C
Storage -40 ... +70 °C
30 °C

25g, 2 shocks, 13 ms

5g, 20 cycles at 5...150...5 Hz with load 0.8 In

28 cycles
with 55 °C / 90-96%
and 25 °C / 95-100%
Following EU Directive 2002/95/EC August 18, 2005 and amendment

Technical
IEC/EN 60898-1
IEC/EN 60947-2
2
C
2.00 A
400 V AC
3.6 W
Per Pole 1.8 W
Phase to Ground 250 V AC
Phase to Phase 500 V AC
Maximum 440 V AC
Maximum 125 V DC
Minimum 12 V AC
Minimum 12 V DC
50 / 60 Hz
10 kA

S202M-C2



):
Rated Ultimate Short-Circuit
Breaking Capacity (Icu):
Rated Service Short-Circuit
Breaking Capacity (Ics):
Energy Limiting Class:
Overvoltage Category:
Pollution Degree:
Rated Impulse Withstand Voltage
(Uimp):

Dielectric Test Voltage:
Housing Material:
Actuator Type:
Actuator Marking:
Contact Position Indication:
Degree of Protection:
Remarks:
Electrical Endurance (Nelec):
Mechanical Endurance (Nendu):
Terminal Type:
Screw Terminal Type:
Connecting Capacity:

Tightening Torques:
Recommended Screw Driver:
Mounting on DIN Rail:

Mounting Position:

Tightening Torques UL/CSA:

Declaration of Conformity - CE:

E-nummer:
ETIM 4.0:
ETIM 5.0:
Object Classification Code:

15 kA

11.2 kA

3
III
2
4 kV
(6.2 kV @ sea level)
(5.0 kV @ 2000 m)
50/60 Hz, 1 min.: 2 kV
Insulation group I, RAL 7035
Insulation group II, black, sealable
I / O
ON / OFF
IP20
IP40 in enclosure with cover
20000 cycle
20000 cycle
Screw Terminals
Failsafe Bi-directional Cylinder-lift Terminal
Busbar 10 / 10 mm²
Rigid 0.75...25 mm²
Stranded 0.75...25 mm²
Flexible 0.75...16 mm²
Flexible with Ferrule 0.75...16 mm²
2.8 N·m
Pozidriv 2
TH35-7.5 (35 x 7.5 mm Mounting Rail) acc. to IEC 60715
TH35-15 (35 x 15 mm Mounting Rail) acc. to IEC 60715
Any

Technical UL/CSA
25 in·lb

Certificates and Declarations (Document Number)
2CDK403001D0602;

Classifications
2101220
EC000042 - Miniature circuit breaker (MCB)
EC000042 - Miniature circuit breaker (MCB)
F

   

   



Extended Product Type:
Product ID:
EAN:
Catalog Description:
Long Description:

EAN:
Minimum Order Quantity:
Customs Tariff Number:

Product Net Width:
Product Net Depth:
Product Net Height:
Product Net Weight:

Package Level 1 Units:
Package Level 1 Width:
Package Level 1 Length:
Package Level 1 Height:
Package Level 1 Gross Weight:
Package Level 1 EAN:

Ambient Air Temperature:

Reference Temperature for Tripping
Characteristics:
Resistance to Shock acc. to IEC
60068-2-27:
Resistance to Vibrations acc. to IEC
60068-2-6:
Environmental Conditions:

RoHS Status:

Standards:

Number of Poles:
Tripping Characteristic:
Rated Current (In):
Rated Operational Voltage (Ue):
Power Loss:

Rated Insulation Voltage (Ui):

Operational Voltage:

Rated Frequency (fr):
Rated Short-Circuit Capacity ( Icn

General Information
S203M-C2 
2CDS273001R0024 
4016779550383 
Miniature Circuit Breaker - S200M - Number of Poles 3 - Tripping characteristic C 
System pro M compact S200M miniature circuit breakers are current limiting. They have two
different tripping mechanisms, the delayed thermal tripping mechanism for overload
protection and the electromechanic tripping mechanism for short circuit protection. They are
available in different characteristics (B,C,D,K,Z), configurations (1P,1P+N,2P,3P,3P+N,4P),
breaking capacities (up to 10 kA at 230/400 V AC) and rated currents (up to 63A). All MCBs
of the product range S200M comply with IEC/EN 60898-1 and IEC/EN 609 47-2, allowing the
use for residential, commercial and industrial applications. Bottom-fitting auxiliary contact
can be mounted on S200M to save 50% space. 

Categories
Products »  Low Voltage Products and Systems »  Modular DIN Rail Products »  Miniature Circuit Breakers MCBs

Ordering
4016779550383
1 piece
85362090

Dimensions
52.5 mm
69.0 mm
88.0 mm
0.375 kg

Container Information
1 piece
92.0 mm
58.0 mm
80.0 mm
0.400 kg
4016779605861

Environmental
Operation -25 … +55 °C
Storage -40 ... +70 °C
30 °C

25g, 2 shocks, 13 ms

5g, 20 cycles at 5...150...5 Hz with load 0.8 In

28 cycles
with 55 °C / 90-96%
and 25 °C / 95-100%
Following EU Directive 2002/95/EC August 18, 2005 and amendment

Technical
IEC/EN 60898-1
IEC/EN 60947-2
3
C
2.00 A
400 V AC
5.4 W
Per Pole 1.8 W
Phase to Ground 250 V AC
Phase to Phase 500 V AC
Maximum 440 V AC
Maximum 125 V DC
Minimum 12 V AC
Minimum 12 V DC
50 / 60 Hz
10 kA

S203M-C2



):
Rated Ultimate Short-Circuit
Breaking Capacity (Icu):
Rated Service Short-Circuit
Breaking Capacity (Ics):
Energy Limiting Class:
Overvoltage Category:
Pollution Degree:
Rated Impulse Withstand Voltage
(Uimp):

Dielectric Test Voltage:
Housing Material:
Actuator Type:
Actuator Marking:
Contact Position Indication:
Degree of Protection:
Remarks:
Electrical Endurance (Nelec):
Mechanical Endurance (Nendu):
Terminal Type:
Screw Terminal Type:
Connecting Capacity:

Tightening Torques:
Recommended Screw Driver:
Mounting on DIN Rail:

Mounting Position:

Tightening Torques UL/CSA:

Declaration of Conformity - CE:

E-nummer:
ETIM 4.0:
ETIM 5.0:
Object Classification Code:

15 kA

11.2 kA

3
III
2
4 kV
(6.2 kV @ sea level)
(5.0 kV @ 2000 m)
50/60 Hz, 1 min.: 2 kV
Insulation group I, RAL 7035
Insulation group II, black, sealable
I / O
ON / OFF
IP20
IP40 in enclosure with cover
20000 cycle
20000 cycle
Screw Terminals
Failsafe Bi-directional Cylinder-lift Terminal
Busbar 10 / 10 mm²
Rigid 0.75...25 mm²
Stranded 0.75...25 mm²
Flexible 0.75...16 mm²
Flexible with Ferrule 0.75...16 mm²
2.8 N·m
Pozidriv 2
TH35-7.5 (35 x 7.5 mm Mounting Rail) acc. to IEC 60715
TH35-15 (35 x 15 mm Mounting Rail) acc. to IEC 60715
Any

Technical UL/CSA
25 in·lb

Certificates and Declarations (Document Number)
2CDK403001D0602;

Classifications
2101237
EC000042 - Miniature circuit breaker (MCB)
EC000042 - Miniature circuit breaker (MCB)
F

   

   



Extended Product Type:
Product ID:
EAN:
Catalog Description:
Long Description:

EAN:
Minimum Order Quantity:
Customs Tariff Number:

Product Net Width:
Product Net Depth:
Product Net Height:
Product Net Weight:

Package Level 1 Units:
Package Level 1 Width:
Package Level 1 Length:
Package Level 1 Height:
Package Level 1 Gross Weight:
Package Level 1 EAN:

Ambient Air Temperature:

Reference Temperature for Tripping
Characteristics:
Resistance to Shock acc. to IEC
60068-2-27:
Resistance to Vibrations acc. to IEC
60068-2-6:
Environmental Conditions:

RoHS Status:

Standards:

Number of Poles:
Tripping Characteristic:
Rated Current (In):
Rated Operational Voltage (Ue):
Power Loss:

Rated Insulation Voltage (Ui):

Operational Voltage:

Rated Frequency (fr):
Rated Short-Circuit Capacity ( Icn

General Information
S204M-C63 
2CDS274001R0634 
4016779544047 
Miniature Circuit Breaker - S200M - Number of Poles 4 - Tripping characteristic C 
System pro M compact S200M miniature circuit breakers are current limiting. They have two
different tripping mechanisms, the delayed thermal tripping mechanism for overload
protection and the electromechanic tripping mechanism for short circuit protection. They are
available in different characteristics (B,C,D,K,Z), configurations (1P,1P+N,2P,3P,3P+N,4P),
breaking capacities (up to 10 kA at 230/400 V AC) and rated currents (up to 63A). All MCBs
of the product range S200M comply with IEC/EN 60898-1 and IEC/EN 609 47-2, allowing the
use for residential, commercial and industrial applications. Bottom-fitting auxiliary contact
can be mounted on S200M to save 50% space. 

Categories
Products »  Low Voltage Products and Systems »  Modular DIN Rail Products »  Miniature Circuit Breakers MCBs

Ordering
4016779544047
1 piece
85362010

Dimensions
70.0 mm
69.0 mm
88.0 mm
0.500 kg

Container Information
1 piece
92.0 mm
78.0 mm
80.0 mm
0.510 kg
4016779606622

Environmental
Operation -25 … +55 °C
Storage -40 ... +70 °C
30 °C

25g, 2 shocks, 13 ms

5g, 20 cycles at 5...150...5 Hz with load 0.8 In

28 cycles
with 55 °C / 90-96%
and 25 °C / 95-100%
Following EU Directive 2002/95/EC August 18, 2005 and amendment

Technical
IEC/EN 60898-1
IEC/EN 60947-2
4
C
63.00 A
400 V AC
19.2 W
Per Pole 4.8 W
Phase to Ground 250 V AC
Phase to Phase 500 V AC
Maximum 440 V AC
Maximum 125 V DC
Minimum 12 V AC
Minimum 12 V DC
50 / 60 Hz
10 kA

S204M-C63



):
Rated Ultimate Short-Circuit
Breaking Capacity (Icu):
Rated Service Short-Circuit
Breaking Capacity (Ics):
Energy Limiting Class:
Overvoltage Category:
Pollution Degree:
Rated Impulse Withstand Voltage
(Uimp):

Dielectric Test Voltage:
Housing Material:
Actuator Type:
Actuator Marking:
Contact Position Indication:
Degree of Protection:
Remarks:
Electrical Endurance (Nelec):
Mechanical Endurance (Nendu):
Terminal Type:
Screw Terminal Type:
Connecting Capacity:

Tightening Torques:
Recommended Screw Driver:
Mounting on DIN Rail:

Mounting Position:

Tightening Torques UL/CSA:

Declaration of Conformity - CE:

E-nummer:
ETIM 4.0:
ETIM 5.0:
Object Classification Code:

10 kA

7.5 kA

3
III
2
4 kV
(6.2 kV @ sea level)
(5.0 kV @ 2000 m)
50/60 Hz, 1 min.: 2 kV
Insulation group I, RAL 7035
Insulation group II, black, sealable
I / O
ON / OFF
IP20
IP40 in enclosure with cover
10000 cycle
20000 cycle
Screw Terminals
Failsafe Bi-directional Cylinder-lift Terminal
Busbar 10 / 10 mm²
Rigid 0.75...25 mm²
Stranded 0.75...25 mm²
Flexible 0.75...16 mm²
Flexible with Ferrule 0.75...16 mm²
2.8 N·m
Pozidriv 2
TH35-7.5 (35 x 7.5 mm Mounting Rail) acc. to IEC 60715
TH35-15 (35 x 15 mm Mounting Rail) acc. to IEC 60715
Any

Technical UL/CSA
25 in·lb

Certificates and Declarations (Document Number)
2CDK403001D0602;

Classifications
2101270
EC000042 - Miniature circuit breaker (MCB)
EC000042 - Miniature circuit breaker (MCB)
F

   

   









3039102000

WDU 2,5

Artikkelnr. : 3039102000

El.nr. : 12 688 00

Type : WDU 2,5

Beskrivelse : Gjennomgangsklemme,
Merketverrsnitt: 2.5 mm²,
Tilkoblingstype: Skru tilkobling,
Isolasjonsmateriale: Wemid,
Farge på Isolasjonsmateriale: Beige,
Installasjon: TS 35

Tilkobling: Screwed

Leverandør vare nr.: 1020000000
Leverandørs betegnelse: WDU 2.5
Engelsk beskrivelse: Feed-through terminal, 2.5 mm², Screw connection, Wemid, dark beige, TS 35

ATEX sertfikat nr: KEMA98ATEX1683U
IECEx sertifikat: IECEXULD05.0008U
ATEX spenning: 550 V
ATEX strøm: 21 A
ATEX tverrsnitt: 2.5 mm²
IECEx spenning: 550 V
IECEx strøm: 20 A
IECEx tversnitt: 2.5 mm²
EN60079-7 merking: Ex e II
ATEX merking: Ex II 2 G D

Godkjenninger: CSA; CSAEX; CURUSEX; DETNORVER; GERMLLOYD; GOSTEX; IECEXULD;
KEMAATEX; KEMAKEUR; LLOYDSREG; MARITREG; NEMKO; RINA; UR; BURVER;
GOSTME25

Bredde: 5.1 mm
Lengde: 60 mm
Bredde: 5.1 mm
Høyde: 47 mm
Lengde: 60 mm

CSA spenning: 600 V
CSA strøm: 20 A
CSA tverrsnitt(min): AWG 26
CSA tverrsnitt(maks): AWG 12

WDU 2,5

Sivilingeniør J.F. Knudtzen AS Tel. 66 98 33 50 www.jfknudtzen.no



Tilkoblings tverrsnitt
(min):

0.05 mm²

Tilkoblings tverrsnitt
(maks):

4 mm²

Tilkoblingsteknikk: Screw connection
Avisoleringslengde: 10 mm
Klemskrue: M 2.5
Skrutrekkerblad: 0.6 x 3.5 mm
Tiltrek. Moment: 0.4...0.8 Nm
Målepinne: A3
Enleder (min) Hoved: 0.5 mm²
Enleder (max) Hoved: 4 mm²
Flertråd (min) Hoved: 1.5 mm²
Flertråd (max) Hoved: 4 mm²
Fleksibel (min) Hoved: 0.5 mm²
Fleksibel (max) Hoved: 4 mm²
Fleksibel m.endhylse
(min) Hoved:

0.5 mm²

Fleksibel m.endehylse
(max) Hoved:

2.5 mm²

Temperaturområde: - 50 °C, + 120 °C
Brennbarhetsgrad: V-0
TS skinne: TS 35
Tilkoblingstype: Screwed

UL spenning: 600 V
UL strøm: 25 A
UL tverrsnitt(min): AWG 30
UL tverrsnitt(maks): AWG 12

Enleder (min) to ledere
samme tver.:

0.5 mm²

Enleder (max) to ledere
samme tver.:

1.5 mm²

Fleksibel (min) to ledere
samme tver.:

0.5 mm²

Fleksibel (max) to ledere
samme tver.:

1.5 mm²

Fleksibel m.
endehylse(min) to ledere
samme tver.:

0.5 mm²

Fleksibel m.
endehylse(max) to
ledere samme tver.:

1.5 mm²

IEC tverrsnitt: 2.5 mm²
IEC spenning: 800 V
Målestøtspenning: 8 kV
IEC strøm: 24 A
Norm: IEC 60947-7-1
Maks strøm: 32 A
Forurensningsgrad: 3

Sivilingeniør J.F. Knudtzen AS Tel. 66 98 33 50 www.jfknudtzen.no
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PIR4 with socket GZM4

interface relays

4 C/O
AgNi
250 V / 250 V
5 V
6 A / 250 V AC
1,5 A / 120 V 0,75 A / 240 V  (C300)
125 W  (single-phase motor)
6 A / 24 V DC  (see Fig. 3)
0,22 A / 120 V 0,1 A / 250 V  (R300)
5 mA
12 A
6 A
1 500 VA
0,3 W
≤ 100 mΩ

1 200 cycles/hour
18 000 cycles/hour

12 ... 230 V
12 ... 110 V
AC: ≥ 0,2 Un DC: ≥ 0,1 Un

see Tables 1,2
50 Hz: 1,6 VA 60 Hz: 1,3 VA
0,9 W

250 V AC
2 500 V 1,2 / 50 µs
II
2

2 500 V AC type of insulation: basic
1 500 V AC type of clearance: micro-disconnection
2 000 V AC type of insulation: basic

≥ 1,6 mm
≥ 3,2 mm

AC: 10 ms / 8 ms DC: 13 ms / 3 ms

> 105 6 A, 250 V AC
see Fig. 2
> 2 x 107

75 x 27 x 82 mm
108 g
-40...+85 oC
AC: -40...+55 oC DC: -40...+70 oC
IP 20 PN-EN 60529
R4: RTI GZM4: RT0 PN-EN 116000-3
10 g / 5 g
5 g  10...150 Hz

Contact data
Number and type of contacts
Contact material
Rated / max. switching voltage AC
Min. switching voltage
Rated load (capacity) AC1

AC15
AC3
DC1

DC13
Min. switching current
Max. inrush current
Rated current
Max. breaking capacity AC1
Min. breaking capacity
Contact resistance
Max. operating frequency
� at rated load AC1
� no load

Coil data
Rated voltage 50/60 Hz AC

DC
Must release voltage
Operating range of supply voltage
Rated power consumption AC

DC

Insulation according to PN-EN 60664-1
Insulation rated voltage
Rated surge voltage
Overvoltage category
Insulation pollution degree
Dielectric strength
� between coil and contacts
� contact clearance
� pole - pole
Contact - coil distance
� clearance
� creepage

General data
Operating / release time (typical values)
Electrical life
� resistive AC1
� cosφ
Mechanical life (cycles)
Dimensions (L x W x H)
Weight
Ambient temperature � storage

� operating
Cover protection category
Environmental protection
Shock resistance (NO/NC)
Vibration resistance

The data in bold type pertain to the standard versions of the relays.

� Interface relay PIR4 consists of: electromagnetic relay R4, plug-in socket GZM4
grey, signalling / protecting module type M... LED green: version LD (polarization
N: +A1/-A2) - M41G or M42G or M43G; version LV - M91G or M92G or M93G,
retainer / retractor clip GZT4-0040, white description plate GZT4-0035

� 35 mm rail mount acc. to PN-EN 60715 or on panel mounting with two M3 screws
� May be linked with interconnection strip type ZGGZ4
� Recognitions, certifications, directives: recognitions R4, RoHS, AUCOTEAM

GmbH Berlin - railway standards,

R4 + GZM4
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PIR4 with socket GZM4

interface relays

The data in bold type pertain to the standard versions of the relays.

The data in bold type pertain to the standard versions of the relays.

AC1

Interconnection strip type ZGGZ4
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PIR4 with socket GZM4

interface relays

Examples of ordering codes:

PIR4-012DC-00LD interface relay PIR4, which consists of: relay R4, voltage version 12 V DC, plug-in
socket GZM4 grey (screw terminals), signalling / protecting module M41G (version LD,
polarization N: +A1/-A2, LED green), retainer / retractor clip GZT4-0040, white description
plate GZT4-0035

PIR4-230AC-00LV interface relay PIR4, which consists of: relay R4, voltage version 230 V AC 50/60 Hz,
plug-in socket GZM4 grey (screw terminals), signalling / protecting module M93G (version
LV, LED green), retainer / retractor clip GZT4-0040, white description plate GZT4-0035

Signalling / protecting module

00LD - D + LED green: M41G on 6/24 V DC or M42G on 24/60 V DC or M43G on 110/230 V DC
00LV - LED green + varistor: M91G on 6/24 V AC or M92G on 24/60 V AC or M93G on 110/230 V AC

see Tables 1, 2  page 181

Mounting

Ordering codes

Type Coil code Signalling / protecting module

Relays PIR4 with socket GZM4 ❶  are designed for direct mounting on 35 mm rail mount acc. to PN-EN 60715
or on panel mounting with two M3 screws.

❶  Plug-in sockets GZM4 may be linked with interconnection strip type ZGGZ4. Strip ZGGZ4 bridges common input
signals, maximum permissible current is 10 A / 250 V AC. Possibility of connection of 6 sockets. Colours of strips:
ZGGZ4-1 grey, ZGGZ4-2 black (see page 262).
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B222880 

Trykknapp sort 1no 

Artikkelnummer: XB4BA21 
El-nummer: 4303264 
EAN13-nummer: 3389110886948 
"Trykknapper og LED lamper Ø 22mm i metall. IP66 som standard. Enkel og rask montasje. Konseptet for ""Klikk-
på"" montasje er så pålitelig at bare en skrue er nødvendig for montering og den forenkler og reduserer tiden for 
montasje vesentlig." 
  

Technical information 

Tilleggsinformasjon 
     sale per indivisible quantity  1 

Sertifikater og standarder 
     standarder  CSA C22-2 No 14 
     EN/IEC 60947-1 
     EN/IEC 60947-5-1 
     EN/IEC 60947-5-4 
     EN/IEC 60947-5-5 
     JIS C 4520 
     UL 508 
     Produktet sertifikater  BV 
     CSA 
     DNV (Det Norske Veritas) 
     GL 
     LROS (Lloyds register of shipping) 
     RINA 
     UL listet 

Tilkoblinger 

     tilkoplinger - terminaler  
screw clamp terminals: <= 2 x 1.5 mm² with cable end conforming 
to EN/IEC 60947-1 

     
screw clamp terminals: 1 x 0.22...2 x 2.5 mm² without cable end 
conforming to EN/IEC 60947-1 

Elektrisk 
     short circuit protection  10 A cartridge fuse type gG conforming to EN/IEC 60947-5-1 
     [Ith] conventional free air thermal current  10 A conforming to EN/IEC 60947-5-1 
     [Ui] rated insulation voltage  600 V (degree of pollution: 3) conforming to EN/IEC 60947-1 
     [Uimp] rated impulse withstand voltage  6 kV conforming to EN/IEC 60947-1 
     [Ie] rated operational current  3 A at 240 V, AC-15, A600 conforming to EN/IEC 60947-5-1 
     6 A at 120 V, AC-15, A600 conforming to EN/IEC 60947-5-1 
     0.1 A at 600 V, DC-13, Q600 conforming to EN/IEC 60947-5-1 
     0.27 A at 250 V, DC-13, Q600 conforming to EN/IEC 60947-5-1 
     0.55 A at 125 V, DC-13, Q600 conforming to EN/IEC 60947-5-1 
     1.2 A at 600 V, AC-15, A600 conforming to EN/IEC 60947-5-1 

Miljø 
     protective treatment  TH 
     ambient air temperature for storage  -40...70 °C °C 
     ambient air temperature for operation  -25...70 °C °C 
     class of protection against electric shock  class I conforming to IEC 60536 
     IP-grad  IP66 conforming to IEC 60529 
     NEMA beskyttelsesgrad  NEMA 13 
     NEMA 4X 
     IK beskyttelsesklasse  IK03 conforming to IEC 50102 
     Vibrasjonsmotstand  5 gn (f = 2 - 500 Hz) conforming to IEC 60068-2-6 

     Støtmotstand  
30 gn for 18 ms half sine wave acceleration conforming to IEC 
60068-2-27 



     
50 gn for 11 ms half sine wave acceleration conforming to IEC 
60068-2-27 

Praktisk 
     Klemmebeskrivelse ISO n°1  (13-14)NO 
     Type arm/stempel  fjærretur 
     operator profile  flush black unmarked 
     contacts type and composition  1 NO 
     contacts operation  slow-break 
     contacts usage  standard kontakt 
     Positiv åpning  without positive opening 
     operating travel  2.6 mm (NO changing electrical state) 
     4.3 mm (total travel) 
     operating force  3.8 N (NO changing electrical state) 

Ytelse 
     mechanical durability  5000000 cycles cycles 

     Elektrisk levetid  
1000000 cycles, AC-15, 2 A at 230 V, operating rate: 3600 cyc/h, 
load factor: 0.5 conforming to EN/IEC 60947-5-1 appendix C 

     
1000000 cycles, AC-15, 3 A at 120 V, operating rate: 3600 cyc/h, 
load factor: 0.5 conforming to EN/IEC 60947-5-1 appendix C 

     
1000000 cycles, AC-15, 4 A at 24 V, operating rate: 3600 cyc/h, 
load factor: 0.5 conforming to EN/IEC 60947-5-1 appendix C 

     
1000000 cycles, DC-13, 0.2 A at 110 V, operating rate: 3600 
cyc/h, load factor: 0.5 conforming to EN/IEC 60947-5-1 appendix 
C 

     
1000000 cycles, DC-13, 0.5 A at 24 V, operating rate: 3600 cyc/h, 
load factor: 0.5 conforming to EN/IEC 60947-5-1 appendix C 

     elektrisk fumksjonalitet i h.h.t. IEC 60947-5-7  
Î» < 10exp(-6) at 5 V, 1 mA in clean environment conforming to 
EN/IEC 60947-5-4 

     
Î» < 10exp(-8) at 17 V, 5 mA in clean environment conforming to 
EN/IEC 60947-5-4 

Fysiske mål 
     fixing collar material  zamak 
     Bredde  30 mm mm 
     Høyde  47 mm mm 
     Dybde  52 mm mm 
     Vekt  0.08 kg kg 
     motstandsdyktig mot høytryksspyling  7000000 Pa at 55 °C,distance: 0.1 m 
     shape of signaling unit head  Rund 
     Tiltrekkningsmoment  0.8...1.2 N.m conforming to EN 60947-1 
     shape of screw head  cross head compatible with Philips no 1 screwdriver 
     cross head compatible with pozidriv No 1 screwdriver 
     slotted head compatible with flat Ø 4 mm screwdriver 
     slotted head compatible with flat Ø 5.5 mm screwdriver 
     contacts material  silver alloy (Ag/Ni) 

Produktmerking 
     Produktspekter  Harmony XB4 
     Produkt eller komponent type  complete pushbutton 
     kallenavn på utstyr  XB4 
     Kant materiale  forkrommet metall 
     Montasjediameter  22 mm mm 

Supplier information 
Leverandør: Schneider Electric Norge AS Fax: + 47 64 98 57 01 Web: http://www.schneider-electric.no  
Adresse: Deliveien 10, 1540 Vestby Telefon: +47 64 98 56 00 e-Post: kundesenter@no.schneider-electric.com  

© 2010 Schneider Electric Norge AS 
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B216956 

Signallampe grønn 230VAC Led 

Artikkelnummer: XB4BVM3 
El-nummer: 4303007 
EAN13-nummer: 3389110892000 
"Trykknapper og LED lamper Ø 22mm i metall. IP66 som standard. Enkel og rask montasje. Konseptet for ""Klikk-
på"" montasje er så pålitelig at bare en skrue er nødvendig for montering og den forenkler og reduserer tiden for 
montasje vesentlig." 
  

Technical information 

Tilleggsinformasjon 
     sale per indivisible quantity  1 
     knappens tilleggs info.  with plain lens 

Sertifikater og standarder 
     standarder  CSA C22-2 No 14 
     EN/IEC 60947-1 
     EN/IEC 60947-5-1 
     EN/IEC 60947-5-4 
     EN/IEC 60947-5-5 
     JIS C 4520 
     UL 508 
     Produktet sertifikater  CSA 
     UL listet 

Tilkoblinger 

     tilkoplinger - terminaler  
screw clamp terminals: <= 2 x 1.5 mm² with cable end conforming 
to EN/IEC 60947-1 

     
screw clamp terminals: 1 x 0.22...2 x 2.5 mm² without cable end 
conforming to EN/IEC 60947-1 

Elektrisk 
     [Ui] rated insulation voltage  250 V (degree of pollution: 3) conforming to EN 60947-1 
     [Uimp] rated impulse withstand voltage  4 kV conforming to EN 60947-1 
     [Us] merkespenning  230...240 V AC, 50/60 Hz 
     Spenningsgrenser  195 - 264 V AC 
     Strømforbruk  14 mA mA 
     motstand mot spenningsvariasjon  1 kV conforming to IEC 61000-4-5 

Miljø 
     protective treatment  TH 
     ambient air temperature for storage  -40...70 °C °C 
     ambient air temperature for operation  -25...70 °C °C 
     class of protection against electric shock  class I conforming to IEC 60536 
     IP-grad  IP66 conforming to IEC 60529 
     NEMA beskyttelsesgrad  NEMA 13 
     NEMA 4X 
     IK beskyttelsesklasse  IK05 conforming to IEC 50102 
     Vibrasjonsmotstand  5 gn (f = 12...500 Hz) conforming to IEC 60068-2-6 

     Støtmotstand  
30 gn for 18 ms half sine wave acceleration conforming to IEC 
60068-2-27 

     
50 gn for 11 ms half sine wave acceleration conforming to IEC 
60068-2-27 

     resistance to fast transients  2 kV conforming to IEC 61000-4-4 
     resistance to electromagnetic fields  10 V/m conforming to IEC 61000-4-3 
     resistance to electrostatic discharge  6 kV on contact (on metal parts) conforming to IEC 61000-4-2 
     8 kV in free air (in insulating parts) conforming to IEC 61000-4-2 
     electromagnetic emission  class B conforming to IEC 55011 

Praktisk 
     Klemmebeskrivelse ISO n°1  (X1-X2)PL 
     linsetype  grønn 
     Signaltype  klar 



     lampeholder  innebygget LED 
Ytelse 

     service life  100000 h at rated voltage and 25 °C 
Fysiske mål 

     fixing collar material  zamak 
     Bredde  30 mm mm 
     Høyde  47 mm mm 
     Dybde  54 mm mm 
     Vekt  0.08 kg kg 
     motstandsdyktig mot høytryksspyling  7000000 Pa at 55 °C,distance: 0.1 m 
     shape of signaling unit head  Rund 

Produktmerking 
     Produktspekter  Harmony XB4 
     Produkt eller komponent type  complete pilot light 
     kallenavn på utstyr  XB4 
     Kant materiale  forkrommet metall 
     Montasjediameter  22 mm mm 
     lyskilde  protected LED 
     lyskildefarge  grønn 

Supplier information 
Leverandør: Schneider Electric Norge AS Fax: + 47 64 98 57 01 Web: http://www.schneider-electric.no  
Adresse: Deliveien 10, 1540 Vestby Telefon: +47 64 98 56 00 e-Post: kundesenter@no.schneider-electric.com  

© 2010 Schneider Electric Norge AS 
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B216958 

Signallampe rød 230VAC Led 

Artikkelnummer: XB4BVM4 
El-nummer: 4303008 
EAN13-nummer: 3389110892017 
"Trykknapper og LED lamper Ø 22mm i metall. IP66 som standard. Enkel og rask montasje. Konseptet for ""Klikk-
på"" montasje er så pålitelig at bare en skrue er nødvendig for montering og den forenkler og reduserer tiden for 
montasje vesentlig." 
  

Technical information 

Tilleggsinformasjon 
     sale per indivisible quantity  1 
     knappens tilleggs info.  with plain lens 

Sertifikater og standarder 
     standarder  CSA C22-2 No 14 
     EN/IEC 60947-1 
     EN/IEC 60947-5-1 
     EN/IEC 60947-5-4 
     EN/IEC 60947-5-5 
     JIS C 4520 
     UL 508 
     Produktet sertifikater  CSA 
     UL listet 

Tilkoblinger 

     tilkoplinger - terminaler  
screw clamp terminals: <= 2 x 1.5 mm² with cable end conforming 
to EN/IEC 60947-1 

     
screw clamp terminals: 1 x 0.22...2 x 2.5 mm² without cable end 
conforming to EN/IEC 60947-1 

Elektrisk 
     [Ui] rated insulation voltage  250 V (degree of pollution: 3) conforming to EN 60947-1 
     [Uimp] rated impulse withstand voltage  4 kV conforming to EN 60947-1 
     [Us] merkespenning  230...240 V AC, 50/60 Hz 
     Spenningsgrenser  195 - 264 V AC 
     Strømforbruk  14 mA mA 
     motstand mot spenningsvariasjon  1 kV conforming to IEC 61000-4-5 

Miljø 
     protective treatment  TH 
     ambient air temperature for storage  -40...70 °C °C 
     ambient air temperature for operation  -25...70 °C °C 
     class of protection against electric shock  class I conforming to IEC 60536 
     IP-grad  IP66 conforming to IEC 60529 
     NEMA beskyttelsesgrad  NEMA 13 
     NEMA 4X 
     IK beskyttelsesklasse  IK05 conforming to IEC 50102 
     Vibrasjonsmotstand  5 gn (f = 12...500 Hz) conforming to IEC 60068-2-6 

     Støtmotstand  
30 gn for 18 ms half sine wave acceleration conforming to IEC 
60068-2-27 

     
50 gn for 11 ms half sine wave acceleration conforming to IEC 
60068-2-27 

     resistance to fast transients  2 kV conforming to IEC 61000-4-4 
     resistance to electromagnetic fields  10 V/m conforming to IEC 61000-4-3 
     resistance to electrostatic discharge  6 kV on contact (on metal parts) conforming to IEC 61000-4-2 
     8 kV in free air (in insulating parts) conforming to IEC 61000-4-2 
     electromagnetic emission  class B conforming to IEC 55011 

Praktisk 
     Klemmebeskrivelse ISO n°1  (X1-X2)PL 
     linsetype  rød 
     Signaltype  klar 



     lampeholder  innebygget LED 
Ytelse 

     service life  100000 h at rated voltage and 25 °C 
Fysiske mål 

     fixing collar material  zamak 
     Bredde  30 mm mm 
     Høyde  47 mm mm 
     Dybde  54 mm mm 
     Vekt  0.08 kg kg 
     motstandsdyktig mot høytryksspyling  7000000 Pa at 55 °C,distance: 0.1 m 
     shape of signaling unit head  Rund 

Produktmerking 
     Produktspekter  Harmony XB4 
     Produkt eller komponent type  complete pilot light 
     kallenavn på utstyr  XB4 
     Kant materiale  forkrommet metall 
     Montasjediameter  22 mm mm 
     lyskilde  protected LED 
     lyskildefarge  Rød 

Supplier information 
Leverandør: Schneider Electric Norge AS Fax: + 47 64 98 57 01 Web: http://www.schneider-electric.no  
Adresse: Deliveien 10, 1540 Vestby Telefon: +47 64 98 56 00 e-Post: kundesenter@no.schneider-electric.com  

© 2010 Schneider Electric Norge AS 
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B215381 

Trykknapphode blå 

Artikkelnummer: ZB4BA6 
El-nummer: 4302620 
EAN13-nummer: 3389110887495 
"Trykknapper og LED lamper Ø 22mm i metall. IP66 som standard. Enkel og rask montasje. Konseptet for ""Klikk-
på"" montasje er så pålitelig at bare en skrue er nødvendig for montering og den forenkler og reduserer tiden for 
montasje vesentlig." 
  

Technical information 

Tilleggsinformasjon 
     sale per indivisible quantity  1 

Sertifikater og standarder 
     standarder  CSA C22-2 No 14 
     EN/IEC 60947-1 
     EN/IEC 60947-5-1 
     EN/IEC 60947-5-4 
     EN/IEC 60947-5-5 
     JIS C 4520 
     UL 508 
     Produktet sertifikater  BV 
     CSA 
     DNV (Det Norske Veritas) 
     GL 
     LROS (Lloyds register of shipping) 
     RINA 
     UL listet 

Miljø 
     protective treatment  TH 
     ambient air temperature for storage  -40...70 °C °C 
     ambient air temperature for operation  -25...70 °C °C 
     class of protection against electric shock  class I conforming to IEC 60536 
     IP-grad  IP66 conforming to IEC 60529 
     NEMA beskyttelsesgrad  NEMA 13 
     NEMA 4X 
     IK beskyttelsesklasse  IK03 conforming to IEC 50102 
     Vibrasjonsmotstand  5 gn (f = 2 - 500 Hz) conforming to IEC 60068-2-6 

     Støtmotstand  
30 gn for 18 ms half sine wave acceleration conforming to IEC 
60068-2-27 

     
50 gn for 11 ms half sine wave acceleration conforming to IEC 
60068-2-27 

Praktisk 
     Type arm/stempel  fjærretur 
     operator profile  blue flush unmarked 

Ytelse 
     mechanical durability  5000000 cycles cycles 

Fysiske mål 
     Bredde  29 mm mm 
     Høyde  29 mm mm 
     Dybde  28 mm mm 
     shape of signaling unit head  Rund 

Produktmerking 
     Produktspekter  Harmony XB4 
     Produkt eller komponent type  head for non-illuminated pushbutton 
     kallenavn på utstyr  ZB4 
     Kant materiale  forkrommet metall 
     Montasjediameter  22 mm mm 



Supplier information 
Leverandør: Schneider Electric Norge AS Fax: + 47 64 98 57 01 Web: http://www.schneider-electric.no  
Adresse: Deliveien 10, 1540 Vestby Telefon: +47 64 98 56 00 e-Post: kundesenter@no.schneider-electric.com  

© 2010 Schneider Electric Norge AS 
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In the panorama of Tmax proposal there is also the range of circuit-breakers for applications in direct
current or in alternating current up to 1000 V.
The typical sectors of application are in mining installations, road and rail tunnels, traction and indus-
trial applications in general. The circuit-breakers are available in the three-pole and four-pole version
with TMD or TMA adjustable thermomagnetic releases for use in direct and alternating current, or in
the three-pole version with PR221DS and PR222DS/P electronic releases for applications in alter-
nating current.
The dimensions of these circuit-breakers are the same as those of the standard ones. The circuit-
breakers are supplied in the fixed version, with high terminal covers and insulating plates. They are
compatible with all the electrical accessories, except for the residual current protection release. For
the circuit-breakers in the two plug-in and withdrawable versions, please ask ABB SACE.

Tmax T4 Tmax T5
Rated uninterrupted current, Iu [A] 250 400, 630

Poles [No.] 3 3
Rated service voltage, Ue (AC) 50-60 Hz [V] 1000 1000

Rated impulse withstand voltage, Uimp [kV] 8 8
Rated insulation voltage, Ui [V] 1000 1000

Test voltage at industrial frequency for 1 min. [V] 3500 3500
Rated ultimate short-circuit breaking capacity, Icu L V(1) L V(1)

(AC) 50-60 Hz  1000 V [kA] 12 20 12 20
Rated service short-circuit breaking capacity, Ics

(AC) 50-60 Hz  1000 V [kA] 12% 12% 10% 10%
Rated short-circuit making capacity, Icm [kA]

(AC) 50-60 Hz  1000 V [kA] 24 40 24 40
Category of utilisation (EN 60947-2) A B (400 A)(2) - A (630 A)

Isolation behaviour ■ ■

Reference Standard IEC 60947-2 IEC 60947-2

Electronic releases PR221DS-LS ■ ■

PR221DS-I ■ ■

PR222DS-LSI ■ ■

PR222DS-LSIG ■ ■

Interchangeability ■ ■

Mechanical life [No. operations] 20000 20000

[No. hourly operations] 240 120
Basic dimensions - fixed version 3 poles W [mm] 105 140

D [mm] 103.5 103.5
H [mm] 205 205

Weight fixed 3 poles 2.35 3.25

Circuit-breakers for applications up to 1000 V
Electrical characteristics

Circuit-breakers with electronic release for applications at 1000 V in AC

Electronic releases for applications up to 1000 V AC -
PR221DS, PR222DS/PD and PR222DS/P

In [A] 100 250 400 630

T4 250 ■ ■

T5 400 ■

T5 630 ■

(1) The circuit-breaker can only be supplied from above
(2) Icw = 5 kA
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Thermomagnetic releases for applications at 1000 V in AC/DC - TMD and TMA

In [A] 32 50 80 100 125 160 200 250 400 500

Neutral [A] - 100% 32 50 80 100 125 160 200 250 400 500

T4 250 ■ ■ ■ ■ ■ ■ ■ ■

T5 400 ■

T5 630 ■

I3 =  10 x In [A] 320 500

I3 =  5...10 x In [A] - - 400…800 500…1000 625…1250 800…1600 1000…2000 1250…2500 2000…4000 2500…5000

Tmax T4 Tmax T5
Rated uninterrupted current, Iu [A] 250 400, 630

No. Poles Nr. 4 4
Rated service voltage, Ue (AC) 50-60 Hz [V] 1000 1000

Rated impulse withstand voltage, Uimp [kV] 8 8
Rated insulation voltage, Ui [V] 1000 1000

Test voltage at industrial frequency for 1 min. [V] 3500 3500
Rated ultimate short-circuit breaking capacity, Icu V(1) V(1)

(AC) 50-60 Hz  1000 V [kA] 20 20
(DC) 1000 V, 4 poles in series [kA] 40 40

Rated service short-circuit breaking capacity, Ics
(AC) 50-60 Hz  1000 V [kA] 12% 10%

Rated short-circuit making capacity, Icm [kA]
(AC) 50-60 Hz  1000 V [kA] 40 40

Category of utilisation (EN 60947-2) A B (400 A)(2) - A (630 A)
Isolation behaviour ■ ■

Reference Standard IEC 60947-2 IEC 60947-2
Thermomagnetic releases TMD ■ –

TMA ■ ■ (up to 500 A)
Interchangeability ■ –

Mechanical life [No. operations] 20000 20000
[No. hourly operations] 240 120

Basic dimensions - fixed version 3 poles W [mm] 105 140
4 poles W [mm] 140 184

D [mm] 103.5 103.5
H [mm] 205 205

Weight fixed 3 poles 2.35 3.25
4 poles 3.05 4.15

Circuit-breakers with thermomagnetic release for applications at 1000 V in AC/DC

I1= 0.7…1 x In

I3 = 10 x In
I3 = 5…10 x In

(1) The circuit-breaker can only be supplied from above
(2) Icw = 5 kA
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Tmax Effektbrytere
3-pol. spesialbrytere og tilbehør

El. nr. Varetekst Art. nummer Lager Listepris

3-POL - SPESIALBRYTERE OG TILBEHØR

3-pol lastbrytere
4377297 Lastbr T1D 160 3P F FC 1SDA051325R0001 L 2 010

4377299 Lastbr T3D 250 3P F F 1SDA051327R0001 L 2 935

4383615 Lastbr T4D 320  3p F F 1SDA054597R0001 L 3 650

4383617 Lastbr T5D 400  3p F F 1SDA054599R0001 L 4 670

4383619 Lastbr T5D 630  3p F F 1SDA054601R0001 L 6 260

Lastbr T6D 630  3p F F 1SDA060343R0001 8 832

4383538 Lastbr T6D 800  3p F F 1SDA060345R0001 L 9 570

Lastbr T6D 1000  3p F F 1SDA060594R0001 10 377

Lastbr T7D 1000  3P, uten mulighet for motor 1SDA062032R0001 11 532

Lastbr T7D 1250  3P uten mulighet for motor 1SDA062036R0001 12 713

Lastbr T7D 1600  3P uten mulighet for motor 1SDA062040R0001 15 255

Lastbr T7D 1000  3P,med mulighet for motor 1SDA062034R0001 12 685

Lastbr T7D 1250  3P med mulighet for motor 1SDA062038R0001 13 985

Lastbr T7D 1600  3P med mulighet for motor 1SDA062042R0001 16 781

1000 OG 1150V EFFEKTBRYTERE

3-pol brytere for 1000V AC, med elektronisk vern. Bryteevne 12kA/1000V AC
Bryterene leveres med tilkoblingsklemmer for direkte tilkobling av Cu ledere

T4L250/100 PR221DS-LS/I  3p 1000V AC 1SDA054505R1 10 306

T4L250/250 PR221DS-LS/I  3p 1000V AC 1SDA054509R1 10 687

T5L400/320 PR221DS-LS/I  3p 1000V AC 1SDA063477R1 15 573

T5L630/630 PR221DS-LS/I  3p 1000V AC 1SDA054543R1 20 612

T6L630/630 PR221DS-LS/I  3p 1000V AC 1SDA060319R1 24 224

T6L800/800 PR221DS-LS/I  3p 1000V AC 1SDA060323R1 29 100

T4L250/100 PR222DS/P-LSI 3p 1000V AC 1SDA054507R1 11 336

T4L250/250 PR222DS/P-LSI 3p 1000V AC 1SDA054511R1 11 751

T5L400/320 PR222DS/P-LSI 3p 1000V AC 1SDA063479R1 17 132

T5L630/630 PR222DS/P-LSI 3p 1000V AC 1SDA054545R1 22 666

T6L630/630 PR222DS/P-LSI 3p 1000V AC 1SDA060321R1 25 793

T6L800/800 PR222DS/P-LSI 3p 1000V AC 1SDA060325R1 30 669

3-pol brytere for 1150V AC, med elektronisk vern. Bryteevne 12kA/1150V AC og 20kA/1000V AC
Bryterene leveres med tilkoblingsklemmer for direkte tilkobling av Cu ledere

T4V250/100 PR221DS-LS/I  3p 1150V AC 1SDA054513R1 11 359

T4V250/250 PR221DS-LS/I  3p 1150V AC 1SDA054517R1 11 779

T5V400/320 PR221DS-LS/I  3p 1150V AC 1SDA063485R1 17 217

T5V630/630 PR221DS-LS/I  3p 1150V AC 1SDA054547R1 22 347

T4V250/100 PR222DS/P-LSI 3p 1150V AC 1SDA054515R1 12 496

T4V250/250 PR222DS/P-LSI 3p 1150V AC 1SDA054519R1 12 957

T5V400/320 PR222DS/P-LSI 3p 1150V AC 1SDA063487R1 18 076

T5V630/630 PR222DS/P-LSI 3p 1150V AC 1SDA054549R1 23 462

3-pol brytere for 1150V AC, med termomagnetisk vern.
Bryteevne 12kA/1150V AC og 20kA/1000V AC.

I3(A)
T4V250TMD32   3p 1150V AC 320 1SDA063410R1 8 998

T4V250TMD50   3p 1150V AC 500 1SDA063411R1 8 998

T4V250TMA80   3p 1150V AC 800 1SDA063412R1 9 186

T4V250TMA100 3p 1150V AC 500-1000 1SDA063413R1 9 186

T4V250TMA125 3p 1150V AC 625-1250 1SDA063414R1 9 186

T4V250TMA160 3p 1150V AC 800-1600 1SDA063415R1 9 203

T4V250TMA200 3p 1150V AC 1000-2000 1SDA063416R1 10 198

T4V250TMA250 3p 1150V AC 1250-2500 1SDA063417R1 10 261

T5V400TMA320 3p 1150V AC 1600-3200 1SDA063437R1 19 145

T5V400TMA400 3p 1150V AC 2000-4000 1SDA063438R1 19 145

T5V630TMA500 3p 1150V AC 2500-5000 1SDA063439R1 25 146
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Brukerveiledning fordelingstransformator 

  type Steinkjer 

 

 

 

 

En fordelingstransformator er et høyspenningsprodukt og må behandles deretter. Oppstilling og drift 
skal skje i henhold til gjeldende forskrifter og normer. 

 

Transformatoren leveres ferdig, fylt med olje og prøvd fra fabrikk. Oljetype er i henhold  til 
transformatorskilt. 

 

Ved mottak av transformatoren skal det kontrolleres at den er levert i henhold til ordrebekreftelse og at 
den ikke har vært utsatt for transportskade. Eventuelle transportskader må noteres på fraktbrev. 
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Montasje og tilkobling 
Transformatoren kan løftes etter 2 stk løftebøyler på lokket eller med gaffeltruck. Totalvekt og oljevekt 
er påført transformatorskiltet.  

Transformatorer med ytelser fra og med 500 kVA , leveres med vendbare hjul som standard. Hjulene 
monteres etter at transformatoren er løftet opp.  

Oppstilling skal skje i henhold til gjeldende forskrifter. Elektriske data på transformatorskiltet må 
stemme med nettdata.  

Spenningsregulering og spenningsomkobler på høyspenningssiden er betjenbar over lokk, men kun i 
spenningløs tilstand. Dersom transformatoren er omkoblingsbar på lavspenningssiden, er alle 6 
viklingsender ført opp over lokk til gjennomføringer. Omkobling skjer ved at disse forbindes med lasker 
ihht skilt på lokk.  

I 240 V-stilling er transformatoren d-koblet på lavspenningssiden. Ved bruk av nullpunktsikring kan 
denne i disse tilfellene kobles til en av fasene.  

Tilkobling på høyspennings- og lavspenningsside må være fagmessig utført. Det er viktig at 
gjennomføringene ikke blir for hardt belastet mekanisk av kabel- eller skinnetilkoblinger da dette kan 
forårsake oljelekkasje.  

Det er jordingspunkt både på lokk og kassebunn.  

Tilkobling til porselensisolator på høyspenningssiden.  
Se tabell: Tilkobling til 250/630A HSP gjennomføringer. 

Ved bruk av berøringssikre høyspenningsgjennomføringer i henhold til DIN 47636, skal produsentens 
anvisning om kabelavslutning følges.  

Tilkobling til gjennomføringer på lavspenningsside. 
Se tegning og tabell for LSP gjennomføring 

Etter at alle kabler/skinner er koblet til på lavspenningssiden, skal mutter som fester gjennomføringen 
til lokket (pos.13) dras til i hht tabell. 

Drift og vern 
Transformatoren tåler en kontinuerlig overtemperatur på toppoljen på 60°C ved 20°C som årlig 
middeltemperatur, uten at levetiden reduseres.  

Signal / utkobling på eventuelt signaltermometer anbefales innstilt på hhv  85°C / 90°C.  

For større transformatorer anbefales det å montere gassvakt da dette er det beste 
transformatorvernet, og reagerer ved begynnende feil.  For størst mulig sikkerhet anbefales gassvakt 
også på mindre  transformatorer.  

Ved innkobling av en transformator vil det oppstå et innkoblingsstrømstøt som kan være 10 til 12 
ganger høyere enn nominell strøm, størrelse på sikringer og øvrig vern må tilpasses dette. 

Øvrig beskrivelse av vern, se Planleggingsbok for kraftnett (SINTEF) 

Sikringsbrudd 
Etter et sikringsbrudd på anlegg er det vanskelig å avsløre om det er feil i transformatoren ved 
målinger. En god indikasjon på feil kan imidlertid fås ved å lukte på oljen. Hvis det lukter vondt av 
oljen, er transformatoren med stor sannsynlighet defekt. 

Revisjon / Reparasjon / Ombygging 
Norsk Transformator AS utfører revisjon, reparasjon eller ombygging av alle typer transformatorer, 
også av andre fabrikater. Ved behov, kontakt fabrikken. 

Skroting av utrangerte transformatorer 
Norsk Transformator AS kan besørge skroting av utrangerte transformatorer. Fabrikken har avtale 
med godkjente mottakere av alle typer avfall for resirkulering, destruering eller deponering. 

Tilleggsutstyr 
Hvis transformatoren er levert med tilleggsutstyr kan underlag for dette vedlegges på anmodning. 
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Vedlikehold 
Transformatoren er tilnærmet vedlikeholdsfri, men det anbefales at den ikke blir for sterkt forurenset. 
Dette har betydning både for kjøling og rustdannelse.  

Pakninger mellom lokk og gjennomføringer kan sette seg noe over tid, i enkelte tilfeller kan det være 
nødvendig å ettertrekke eller skifte pakninger. Ved eventuelt bestilling av nye pakninger, kan 
posisjonsnummeret på tegningene av HSP- og LSP gjennomføringer benyttes som referanser. 

Eventuell etterfylling av olje på transformatorer i hermetisk tett utførelse skal kun skje ved 
romtemperatur slik at riktig trykk i transformatorkassen opprettholdes. Normalt er det ikke nødvendig å 
ta oljeprøve. Unntak kan være transformatorer som forsyner særlig viktige anlegg. Her vil det være 
riktig å få utført prøver av oljen med noen års mellomrom.  

Kontroll av tilkoblinger ved hjelp av termografi kan avsløre dårlige forbindelser som kan føre til 
varmgang og driftsavbrudd. 

 

 

 

 

                                          LSP gjennomføring 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 

 
 
 
 
 
 
 
Pos-1 Isolator over lokk 
Pos-2    Isolator  under lokk 
Pos-3    Tilkoblingsbolt 
Pos-4    Messinghette 
Pos-5    Ring 
Pos-6    Fane 
Pos-7    Pakning 
Pos-8 Pakning 
Pos-9 Pakning 
Pos-10 Separator 
Pos-11 Separator 
Pos-12 Underlagsskive 
Pos-13 Sekskantmutter 
Pos-14 Sprengskive 
Pos-15 Tiltrekningsbolt 
Pos-16 Sekskantmutter 
 

 

 

              250 / 630 A                             1000 / 2000 / 3150 A 

Pos - 
13 

Pos- 
15 

Pos -  
16 

Gjennom-
føringer 

A 

Bolt 
Dim Tiltrek- 

nings- 
moment 

Nm. 

Tiltrek- 

nings- 
moment 

Nm. 

Tiltrek- 

nings 
moment  

Nm. 

Tillatt 
horisontal 
moment på 

gjennomføring 
Nm. 

250  A M12 15  50 1,0 

630  A M20 30  150 1,0 

1000  A M30x2* 75 30 300 1,0 

2000  A M42x3* 95 30  1,0 

3150  A 
M48x3* 110 60  1,0 
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* =gjengestigning. 
 

Ved eventuelt bestilling av nye pakninger, kan posisjonsnummeret på denne tegning benyttes som 
referanse. 
 
 
 
 
 
 
 

 

                                                                Tilkobling til fane 

 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 

 

 
  

Skruer 
og 

Mutter 

Underlagsskive 
mm 

Fjærskive 
mm 

Tiltrekningsmoment              
Nm 

Stål  8.8 
 

M10 Ø 10,5  /21x2 M10 10,2 30 

M12 Ø 14    /40x4 M12 12,2 60 

M16 Ø 17    /45x4 M16 16,2 120 
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HSP gjennomføring 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 

 
 
 
       Pos- 1  Isolator 
       Pos- 2  Tilkoblingsbolt 
       Pos- 3  Messinghette 
       Pos- 5  Pakning 
       Pos-  6  Separator 
       Pos-  7  Pakning 
       Pos-  9  Sekskantmutter 
       Pos-10  Underlagsskive 
       Pos-11  Sprengskive 
       Pos-12  Sekskantmutter 
       Pos-13  Underlagsskive 
       Pos-14  Fetering 
       Pos-15  Klemstykke 
       Pos-16  Kobber leder 
       Pos-17  Isolasjonsstrømpe 
       Pos-18  Isolasjons rør  
 

Pos-12 Sekskantmutter M10 Moment Maks. 25 Nm 

 
 

Ved eventuelt bestilling av nye pakninger, kan posisjonsnummeret på denne tegning brukes som 
referanse. 
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Tilkobling til 250/630A HSP gjennomføring. 

 

 

 

 

 

 

 

 

 

 

 

 

 

 

 

 

 

 

 

 

 

 

Notater: 

___________________________________________________________________________ 

 

___________________________________________________________________________ 

 

___________________________________________________________________________ 

 

___________________________________________________________________________ 

 

___________________________________________________________________________ 

 

___________________________________________________________________________ 

 

___________________________________________________________________________ 

 

___________________________________________________________________________ 

 

 

 

 

 

 

250A   Gjennomføring 630A  Gjennomføring 

Pos Artikkel 
Anbefalt 
moment 

Artikkel 
Anbefalt 
moment 

1 

Messingmutter  
M12 

 
Messingmutter  

M20 
 

Når kobberbolt 50 Nm. Når kobberbolt 150 Nm. 

Når 
messingbolt 

25-30 
Nm. 

Når messingbolt 100 Nm. 

2 
Rustfri 

fjærskive 
 Rustfri fjærskive  

3 Messingskive  Messingskive  

4 
Messingmutter  

M12 
15 Nm. 

Messingmutter  
M20 

30 Nm. 
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Avfallsbehandling 
Norsk Transformator AS er medlem av RENAS. 

Ved mottak av transformatorer for reparasjon, ombygning eller skroting tas det obligatorisk PCB- 
prøve av oljen. 

 

Sertifisering. 
Norsk Transformator AS har et integrert styringssystem for kvalitet, miljø og HMS. 

Kvalitetssystemet etter ISO 9001 ble sertifisert i 1996 og miljøstyringssystemet etter ISO 14001 i 1998. 

 

 

      Norsk Transformator AS 
        Serviceboks 2505   
        7729 Steinkjer 
         
        Tlf. +47 74 17 04 00 
        Fax.    +47 74 16 44 06 

                                                    
                                                   norsk.transformator@nortrafo.no 
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SafeRing / SafePlus with vacuum circuit-breaker in compliance with 
IEC62271-100
With this unit the transformer will be protected by a vacuum 
circuit breaker combined with relays and current transformers.
The standard relays are based on digital technology and do not 
require an external power supply.

Further information can be found in the product catalogue for 
SafeRing and SafePlus, 1VDD006104 GB.

SafeRing is a SF6 insulated ring main unit and SafePlus is a 
compact switchgear for applications in medium voltage distribu-
tion networks. SafeRing can be supplied as a 2, 3 or 4-way 
standard configurations with additional equipment according to 
customer specification.  DF, CCF, CCC, CCCF, CCFF, DV, CCV, 
CCCC, CCCV, CCVV.
SafePlus has a unique flexibility due to its extendibility and the 
possible combination of fully modular and semi modular configu-
rations. Be - SL - Sv - M - C - De - D - F - V.
SafeRing and SafePlus offers a sealed stainless steel tank 
which contains all the live components and switching functions.
The transformer is protected either by a switch fuse combination 
or a vacuum circuit-breaker.
The  units/ modules are delivered from the factory ready for 
installation.
Routine tests are carried out on all units/ modules before dis-
patch.
No special tools are required for installing the equipment.
Available modules are :
C -   Cable switch
F -    Switch fuse disconnector
D-      Direct cable connection
De -  Direct cable connection with earthing
V -    Vacuum circuit breaker
SL -  Busbar sectionalizer, load break switch
        Busrise needed when SL on right side of SF6 tank
Sv -  Busbar sectionalizer, vacuum circuit breaker
        Sv always together with busrise (total width=650 mm)
Be -  Busbar earthing
M -    Metering cubicle

SafeRing / SafePlus with switch fuse combination in compliance 
with IEC 62271-105.
With this unit the transformer will be protected by current-limit-
ing HV fuses in combination with a load break switch. The load 
break switch is equipped with a stored spring energy mecha-
nism which can be tripped by the fuse striker pin.
 

1. GENERAL DESCRIPTION

SafeRing 3 - way unit CCV
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  1.	 Lifting lugs
  2.	 Capacitive voltage indication	 (additional equipment)
  3.	 Short circuit indicator	 (additional equipment)
  4.	 Pressure indicator	 (additional equipment)
  5.	 Legend plate with serial number
  6.	 Mimic diagram
  7.	 Relay protection
  8.	 Blown fuse indicator
  9.	 Padlock device
10. 	 Cable compartment
11.	 Test bushings                          (additional equipment) 
12.	 Ronis key interlock	 (additional equipment)
13.	 Circuit breaker 
14.	 Fuse switch disconnector
15.	 Earthing switch
16.	 Isolator
17.	 Circuit breaker open/  emergency stop
18.	 Circuit breaker close
19.	 Fuses

1.1	 TABLE OF LOCATIONS

NHP 304711
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N
H

P 
10

21
03

1-way	 371  
2-way	 696 
3-way	    1021 
4-way              1346 
5-way              1671 

 Unit	 mm

1.2 Dimensional drawings 
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2. TRANSPORT AND HANDLING

The units are delivered from the factory ready for installation.

Weight table for standard	 SafeRing			 
                            
2-way DV		 300 kg	 2-way DF		 300 kg	
3-way CCV	 450 kg	 3-way CCF	 450 kg	
4-way CCCV	 600 kg	 4-way CCCF	 600 kg
4-way CCVV	 600 kg	 4-way CCFF	 600 kg
3-way CCC	 450 kg
4-way CCCC	 600 kg

SafePlus
Standard 1-way 				    150 kg
2–3 and 4-way as for SafeRing
5-way approx. between 		           	 750 kg
M-metering cubicle approx. 			   250 kg

The weights is without additional equipment        

SafeRing / SafePlus is fitted with lifting lugs, but can also be 
moved on pallets with a forklift truck.

2.1 BY RECEIVING INSPECTION

Upon receiving the SafeRing / SafePlus please check that the 
delivered equipment has not been damaged during transport. If 
any such damage has occurred, a claim must be submitted to 
the carrier immediately. 

After unpacking, the following must be checked:

1.  Operating handle – 1 piece should be included.
2.  Check that the pointer on the pressure indicator is in the        	
     green area.
3.  Carry out a function test on the mechanical parts.

Any faults or omissions must be reported immediately to the 
supplier.

2.2 STORAGE
SafeRing / SafePlus must be stored under cover in a dry and 
well-ventilated area until it is installed and put into operation.

NHP 304311

NHP 408156

Unit hmin (mm)

1-way 200

2-way 350

3-way 520

4-way 680

5-way 850
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SafePlus 
C-Module  F-Module V-Module 

Switch- Earthing Switch- Downstream Vacuum Earthing
disconnector switch fuse earthing circuit breaker switch 

 combination switch 
Rated voltage kV 12/15/17,5/24 12/15/17,5/24 12/17,5/24 12/17,5/24 12/15/17,5/24 12/15/17,5/24
Power frequency withstand 
voltage kV 28/38/38/50 28/38/38/50 28/38/50 28/38/50 28/38/38/50 28/38/38/50

Impulse withstand voltage kV 95/95/95/125 95/95/95/125 95/95/125 95/95/125 95/95/95/125 95/95/95/125
Rated current A 630/630/630/630 see 1) 630/630/630/630 
Breaking capacities: 
active load  A 630/630/630/630 
closed loop A 630/630/630/630 
off load cable charging A 135/135/135/135 
off load transformer A 20/20/20 
earth fault A 200/150/150/150 
earth fault cable charging A 115/87/87/87
short circuit breaking current  kA see 2) 21/21/16/16
Making capacity kA 62,5/52,5/50/50 62,5/52,5/50/50 see 2) 12,5/12,5/12,5 52,5/52,5/40/40 52,5/52,5/40/40
Short time current 0,5 sec.3) kA 16/16/16/16
Short time current 1 sec.4) kA 25/-/-/- 25/-/-/- 5/5/5 16/16/16/16

Short time current 3 sec. kA 21/21/21/21 21/21/21/21 21/21/16/16 21/21/16/16 

3.1	 ELECTRICAL DATA 

3. TECHNICAL DATA

1) Depending on the current rating of the fuse-link
2) Limited by high voltage fuse-links
3) Maximum rating for bushings Interface A (200 series plug-in)
4) Maximum rating for bushings Interface B (400 series plug-in)
5) Maximum rating for bushings Interface C (400 series bolted)

SafeRing is tested according to IEC publications IEC 60265, IEC 60694 and IEC 62271, parts 100, 102, 105, 200

1) Depending on the current rating of the fuse-link
2) Limited by high voltage fuse-link
3) Maximum rating for bushings Interface A (200 series plug-in) with rated current 200A
4) Maximum rating for bushings Interface B (400 series plug-in)

SafePlus is tested according to IEC publications IEC 60265, IEC 60694 and IEC 62271, parts 100, 102, 105, 200

SafeRing C-Module  F-Module V-Module
Switch- Earthing Switch- Downstream Vacuum Earthing

disconnector switch  fuse earthing circuit breaker switch 
combination switch 

Rated voltage kV 12/15/17,5/24 12/15/17,5/24 12/17,5/24 12/17,5/24 12/15/17,5/24 12/15/17,5/24
Power frequency withstand 
voltage kV 28/38/38/50 28/38/38/50 28/38/50 28/38/50 28/38/38/50 28/38/38/50

Impulse withstand voltage kV 95/95/95/125 95/95/95/125 95/95/125 95/95/125 95/95/95/125 95/95/95/125 
Rated current A 630/630/630/630 see 1) 200/200/200/200 
Breaking capacities: 
active load A 630/630/630/630 
closed loop A 630/630/630/630 
off load cable charging A 135/135/135/135 
off load transformer A 20/20/20 
earth fault A 200/150/150/150 
earth fault cable charging A 115/87/87/87 
short circuit breaking current kA see 2) 16/16/16/16 
Making capacity kA 52,5/52,5/40/40 52,5/52,5/40/40 see 2) 12,5/12,5/12,5 40/40/40/40 40/40/40/40 
Short time current 0,5 sec.3) kA 16/16/16/16
Short time current 1 sec. 4) kA 5/5/5 
Short time current 3 sec. 5) kA 21/21/16/16 21/21/16/16 16/16/16/16 16/16/16/16 
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– The table is based on using fuses type ABB CEF           
– Normal operating conditions with no overload          
– Ambient temperature -25°C + 40°C

– The table is based on using fuses type ABB CEF           
– Normal operating conditions with 20% overload          
– Ambient temperature -25°C + 40°C

3.2	 FUSE TABLE FOR MODULES

100% Transformer rating (kVA)  
 UN (kV)  25 50 75 100 125 160 200 250 315 400 500 630 800 1000 1250 1600 CEF

3 16 25 25 40 40 50 50 80 100 125 160 160     

7,
2 

kV

3,3 16 25 25 40 40 50 50 63 80 100 125 160     
4,15 10 16 25 25 40 40 50 50 63 80 100 125 160    

5 10 16 25 25 25 40 40 50 50 63 80 100 160 160   
5,5 6 16 16 25 25 25 40 50 50 63 80 100 125 160   

6 6 16 16 25 25 25 40 40 50 50 80 100 125 160 160  
6,6 6 16 16 25 25 25 40 40 50 50 63 80 100 125 160  
10 6 10 10 16 16 25 25 25 40 40 50 50 80 80 125 125

12
 k

V

11 6 6 10 16 16 25 25 25 25 40 50 50 63 80 100 125
12 6 6 10 16 16 16 25 25 25 40 40 50 63 80 100 125

13,8 6 6 10 10 16 16 25 25 25 25 40 50 50 63 80 100

17
,5

 k
V

15 6 6 10 10 16 16 16 25 25 25 40 40 50 63 80 100
17,5 6 6 6 10 10 16 16 16 25 25 25 40 50 50 63 80

20 6 6 6 10 10 16 16 16 25 25 25 40 40 50 63 63

24
 k

V

22 6 6 6 6 10 10 16 16 16 25 25 25 40 50 50 63
24 6 6 6 6 10 10 16 16 16 25 25 25 40 40 50 63

120% Transformer rating ( kVA)  
 UN (kV)  25 50 75 100 125 160 200 250 315 400 500 630 800 1000 1250 1600 CEF

3 16 25 25 40 40 50 63 80 100 125 160      
7,

2 
kV

3,3 16 25 25 40 40 50 63 80 80 100 125      
4,15 10 16 25 25 40 40 50 63 80 80 100 125     

5 10 16 25 25 25 40 40 50 63 80 80 125 160    
5,5 6 16 16 25 25 25 40 50 50 80 80 100 125 160   

6 6 16 16 25 25 25 40 40 50 63 80 100 125 160   
6,6 6 16 16 25 25 25 40 40 50 63 80 80 100 125   
10 6 10 10 16 16 25 25 25 40 40 50 63 80 80 125  

12
 k

V

11 6 6 10 16 16 25 25 25 25 40 50 50 80 80 100 125
12 6 6 10 16 16 16 25 25 25 40 40 50 63 80 100 125

13,8 6 6 10 10 16 16 25 25 25 25 40 50 50 80 80 100

17
,5

 k
V

15 6 6 10 10 16 16 16 25 25 25 40 40 50 63 80 100
17,5 6 6 6 10 10 16 16 16 25 25 25 40 50 50 63 80

20 6 6 6 10 10 16 16 16 25 25 25 40 40 50 63 80 

24
 k

V

22 6 6 6 6 10 10 16 16 16 25 25 25 40 50 50 63
24 6 6 6 6 10 10 16 16 16 25 25 25 40 40 50 63
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4. INSTALLATION 
The base must be flat and fitted with anchor bolts in accordance 
with the dimensional drawing for the number of modules or units as 
appropriate.
 

223427386

NHP 102102
Unit A B C D
1-way 271 297 336 371
2-way 696 622 661 696
3-way 1021 947 986 1021
4-way 1346 1272 1313 1346
5-way 1581 1597 1636 1671
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4.1	 CABLE COMPARTMENT
Removal of cable cover:

NB!
The cable cover can be supplied with interlocking to earthing 
switches. When interlocking is fitted, the cable cabinet can only 
be accessed when the earthing switch is in the closed position.

4. The panel can be removed by unscrewing A 
    and B.

2. Removal of front section.

1. Loosen the screws on the cable cover, 
    pull out and lift cover off.

3. Front section removed.

A

B
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4.2 CABLE CONNECTION 
SafeRing/ SafePlus is equipped with external bushings which com-
ply with DIN47636T1 & T2/EDF HN 525-61 for termination of cables.

All bushings are situated in the same height from the floor and are 
protected by the cable cover. 

 

      

Type of
module

Bushings

     C		  F	      V

200 series plug in		       	 X	           X		

400 series plug in	  X		   X	         X
400 series bolted	 X		   X		
600 series bolted	 X	               

Cable adapters

The following types are recommended:
ABB Kabeldon
ABB Kabel und Draht
Elastimold
Raychem
Cooper
3M

Please see supplier documentation for details.

The manufacturer’s installation instructions must be followed. Be 
sure to lubricate the bushings thoroughly with the silicone supplied.

NB!
Where cables are not connected, the earthing switch must 
be locked in closed position or the bushings must be fitted 

SafeRing / SafePlus can be supplied with the following bush-
ings for the various type of cubicle.

Adjustable cable support beam (additional equipment).

Cable support beam

  Cable clamp(additional equipment).

Earthing bar

400 S Bolt
600 S Bolt

400 S Plug

200 S Plug

NHP 408033



1VDD005976 GB

12 ABB 

SafeRing / SafePlus
SF6 insulated Ring Main Unit and Compact Switchgear
Installation and operating instructions

 

The cable shielding is led back
through the centre hole and earthed.

4.3	 CURRENT TRANSFORMERS FOR 
	 RELAY PROTECTION

Installing current transformers. The cable shielding is led back 
through the centre hole and earthed.

A protection relay is installed in each vacuum circuit breaker 
module. The cables from the protection relay to the current 
transformers are placed in the cable compartment, ready for 
connection to the three current transformers supplied.

Before installation:
*      Check that the three current transformers have been delivered              
     and that they are all of the same type.
*      Check that the current transformers are of the correct type, with            
     the correctly rated transformer ratio, for the distribution                          
     transformer’s rated current and for the adjustment range on the 
     protection relay (see protection relay manual).

Each current transformer must be mounted onto its high voltage 
cable before the cable termination is fitted.

The earth shield on the cable must be led back through the 
centre hole in the current transformer (see figure on left) 
and earthed on the earthing bar in the cable compartment. A 
mounting plate for the current transformers is fitted in the cable 
compartment.

After the current transformers have been installed in the unit, 
the cables from the protection relay are connected. Consult the 
manual supplied with the protection relay for a description of the 
connections.

SafeRing with vacuum circuit breakers are prepared for three 
different types of protection relays: SACE PR521, SEG WIC1 
and MPRB 99-1.0-GF. All three types are designed so that there 
is no need for external auxiliary voltage for correct functioning.

Separate manuals have been prepared for each of these pro-
tection relays, with examples of adjustments.

SACE PR 521 and SEG WIC1
These relays offers advanced protection with facilities for 
constant-time, normal inverse, very inverse and extremely 
inverse characteristics as well as simple earth fault protection in 
accordance with IEC 60255-3. 

NHP 304712

MPRB 99-1.0-GF 
This is a simple type of inverse-time protection relay, with fixed 
settings specially developed for distribution transformers.The 
MPRB 99-1.0-GF also has a earthfault protection module.
It is essential for correct functioning that the current transform-
ers are properly connected and that the protection relay is 
properly adjusted. 

SafePlus can be delivered with advanced protection relays. As 
option SPAJ140 can be delivered and also other ABB relays like 
REJ and REF54_ can be fitted. This will require additional low 
voltage compartment.
See separate documentation for these relays.
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4.4   GAS PRESSURE
 

SafeRing / SafePlus contains SF6 gas with a nominal pressure 
of 1.4 bar at  20o C.

 
SafeRing/ SafePlus is «sealed for life» and is fitted with a tempera-
ture-compensated pressure indicator.
A temperature-compensated device that emits an electrical signal 
to indicate lower pressure can be supplied on request.

Pointer in green area	 -   unit has correct pressure
Pointer in red area		  -   pressure is too low

 

5.  Operation

5.1 OPERATING CONDITIONS
Normal ambient conditions
SafeRing / SafePlus is generally equipped for operation/service 
in normal indoor conditions in accordance with IEC 60694.
The following limitations apply:
Ambient temperature
Max. temperature				    +40°C
Max. temperature (24-hour average)		  +35°C
Min. temperature				    - 25°C

Humidity
Max. average relative humidity
measured over 24 hours			       95%
Max. average relative humidity
measured over 1 month			       90%

Max height above sea level for 
installation without reducing gas pressure     1,500 metres

Special conditions
In accordance with IEC 60694, the manufacturer and end-user 
must agree about special operating conditions which deviate 
from operation under normal conditions.
The manufacturer/supplier must be consulted in advance if es-
pecially difficult operating conditions are involved. When electri-
cal equipment is installed at more than 1,500 metres above sea 
level, for example, the atmospheric pressure will be lower and 
the overpressure in the tank will have to be reduced.

Airfreight
Units / modules delivered with reduced overpressure - 
see procedure for refilling.

NHP 408025

NOTE! Screw/unscrew 
on this hexagonal nut only

Filling
pressure
mbar

SF
     6

Air

1500

1400

1300

900	 925	 950	 975	 1000	 1025	1050	 1075	 1100

Atm.
pressure
mbar

30°
25°
20°
15°
10° am

bi
en

t t
em

p.

Refilling of SF6 gas in SafeRing/SafePlus
Following equipment is needed gas bottle with manometer and reduction 
valve adapter pressure measuring device

1.  Remove front cover and unscrew manometer as shown.

2.  Screw (tightening the torque.45 Nm) the adapter to the valve.

3.  Before connecting the hose from the gas bottle to the adapter, the air in          
     the hose must be removed by running SF6 gas through the hose.

4.  When gas is flowing into the RMU/switchgear, the manometer on the 
     gas bottle has to be observed. When it shows 0.4 bar at ambient tem
     perature 20° Celsius, (1,4 bar absolute) the gas filling must be stopped. 
     See table for filling pressure above.

5.  Remove the filling hose and connect the pressure device to check the 
     pressure inside the RMU/switchgear.

6.  When the correct pressure of 0.4 bar (1,4 bar absolute) is obtained, re
     move the adapter and screw with tightening torque 45 Nm the manom
     eter to the RMU/switchgear as shown above. 
     Observe that the sealing between the manometer and the valve is 
      smooth and clean.

Valve
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5.2 OPERATION
All switches can be operated with the included operating 
handle.
Internal mechanical interlocking between the switch discon-
nector/isolator and the associated earthing switches prevents 
incorrect operation.
The isolator in the V-Module can only be opened after the circuit 
breaker is opened. Then the circuit breaker can be closed for 
testing purpose.The operation of the switch disconnector/circuit 
breaker and earthing switches can be further interlocked by 
means of a padlock. The earthing switches are operated by a 
snap action mechanism, which ensures fast closing.
The earthing switch is closed by turning the operating handle 
clockwise. Turning the operating handle anti-clockwise opens 
the switch.
For closing the switch fuse disconnector / circuit breaker  the 
spring mechanism must be charged. Turning the operating 
handle clockwise does this. Then the green “on” button must be 
pressed to close the switch/breaker. 
An anti-reflex system, standard on all operating handles, pre-
vents the immediate re-operation of switches.

Switch disconnector:
Close: Turn the operating handle clockwise.
Open: Turn the operating handle anti-clockwise.

Earthing switch:
Close: Turn the operating handle clockwise.
Open: Turn the operating handle anti-clockwise.

Switch fuse  disconnector.
Close: Turn the operating handle clockwise to charge the 
close/open spring. Then push the green button. (A)
Open: Push the red button. (B)
In circuit breaker configurations, the transformer circuit breaker 
can be tripped by the protection relay, while in switch fuse 
configurations fuse switch disconnector can be triggered by the 
fuse striker pin if an over current or short-circuit occurs.

Mechanical position indicators: 
C:    Switch fuse disconnector and Earthing switch both open
D:    Isolator and Earthing switch both open

          

 

CAB

V-Module

F-Module

D
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5.3 INSTALLATION AND 
REPLACEment of FUSES
A red indicator below the fuse symbol on the 
lower front panel indicates a fuse trip. Fuses are 
replaced as shown in the sequence of illustra-
tions. Switch fuse configurations are supplied 
without fuses installed.
When installing fuses for the first time, follow 
the sequence of  illustrations 1-9.

2. Close earthing switch by turning 		
    operating handle clockwise. 

5.  Applying the operating handle and turning anti-clockwise 		
     opens the fuse canisters.

1.  Fuse trip indicator.

3.  Unscrew fuse cover. 
4. Tilt out the fusepanel to gain access to fuse canisters.
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7.   Fix the fuses to the fuse cover using the contact 
      screw
     - The striker must point out from the fuse canister
        for the fuse to function properly.

9. Close the fuse panel.
    The switches are ready for operation.

8. Turn the handle on the fuse cover clockwise
     to lose and seal the fuse canister. Use the      
     operating handle.6.  Pull out the fuse handle. The fuses are firmly 

     fixed in the fuse cover.

Fuse

Striker

Fasten the contact 
screw on the lock-
ing ring.
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6.1 LOW-VOLTAGE CONNECTIONS
AUXILIARY CONTACTS
(2NO+2NC) can be supplied to indicate switch positions on all 
switches/breakers. Access to the low-voltage connections is 
gained by removing the top front panel. A shunt trip coil (AC or 
DC) can be fitted on the transformer switch/breaker.

6.2 REMOTE CONTROL AND MONITORING UNIT
SafeRing can be equipped with an integrated remote control and 
monitoring unit (see picture left).
This unit is preengineered and can be delivered and installed as  
a retrofit solution or complete from factory.
SafePlus can have the same equipment but need an additional 
low voltage compartment on top of the switchgear. 

6. ADDITIONAL EQUIPMENT

5.4  RELAYS
SafeRing / SafePlus with vacuum circuit breakers are prepared 
for three different types of protection relays: SACE PR521, 
Circutor, MPRB 99-1.0-GF and SEG WIC1.  All three types are 
designed so that there is no need for external auxiliary voltage 
for correct functioning.

Separate manuals have been prepared for each of these pro-
tection relays, with examples of adjustments.

MPRB 99-1.0-GF 
This is a simple type of inverse-time protection relay, with fixed 
settings specially developed for distribution transformers.The 
MPRB 99-1.0-GF also has a earthfault protection module.
It is essential for correct functioning that the current transform-
ers are properly connected and that the protection relay is 
properly adjusted. 

SafePlus can be delivered with advanced protection relays. As 
option SPAJ140 can be delivered and also other ABB relays like 
REJ and REF54_ can be fitted. This will require additional low 
voltage compartment.
See separate documentation for these relays.

.



1VDD005976 GB

18 ABB 

SafeRing / SafePlus
SF6 insulated Ring Main Unit and Compact Switchgear
Installation and operating instructions

6.3  CAPACITIVE VOLTAGE INDICATION
Socket for capacitive voltage ondication
HR-module IEC 61243-5

Phase balance check

Capacitive voltage indicator type HR

Voltage indicator

6.4 SHORT CIRCUIT INDICATOR
Three types can be supplied:
Horstman ALPHA-M
Horstman ALPHA-E
Horstman GAMMA

Vim 1

Vim 3
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6.6 CABLE TESTING
Voltage testing and locating cable faults can be performed in 
two ways:

6.5   MOTOR OPERATION
Cable switches, vacuum circuit-breakers and earthing switches 
are operated by mechanisms located behind the front panel.
The mechanisms for all the switches and breakers are operated 
manually with the operating level (standard), or are fitted with 
motor operation (additional equipment). The earthing switch 
can only be operated manually and is fitted with mechanisms to 
achieve fault making capabilities.

Motor operation can be easily retrofitted.
2.  Directly at the cable connectors which are designed for test
     ing the voltage of the cable. 
     Follow the supplier’s instructions.

     2.1. Cable connector connected

      2.2. Cable connector dismounted

1.  Directly at the testing points (A) if they are fitted on the 
     unit. Proceed as follows: engage the earthing switch. 
     Connect the testing equipment on top of the testing 
     points which hold the earth bar (B). Remove the earth 
     bar and perform the test. Refit the earth strip before the 
     testing equipment is disconnected 

NHP 304708
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6.7  EXTERNAL BUSBAR
SafeRing and SafePlus can be equiped with an external busbar. 
See seperate instruction manual NOPOWSP 6006 GB.

6.8  ARC-SUPPRESSOR
An arc-suppressor can be fitted on all cable modules for SafeR-
ing and C, D, De and V-modules on SafePlus. They must be 
ordered together with the unit and cannot be retrofitted.
The tripped of an arc-suppressor is indicated by means of a 
electric contact in the SF6 tank, wired to the terminal strip be-
hind the top front panel. (This requires aux. voltage supply.)

6.9  PRESSURE INDICATOR
SafeRing / SafePlus is always supplied with a pressure indica-
tor in the form of a manometer. Additionally it is possible to fit 
device for an electric signal if the pressure is low. This requires 
aux. voltage supply.

6.10  BASE FRAME
SafeRing/ SafePlus can be installed on a separate base frame.
The base frame is designed for cable entry from both sides or 
from the back.
Two different heights 290 mm and 450 mm.

6.11  RONIS KEY INTERLOCK
SafeRing / SafePlus can be supplied with a RONIS, EL 11 AP 
key interlocking system for breakers, switches and earthing 
switches

6.12  TOP ENTRY BOX  FOR LOW VOLTAGE 
CABLES
SafeRing/SafePlus can be supplied with top entry box for low 
voltage cables.

6.13  LOW VOLTAGE COMPARTMENT 
SafePlus can be supplied with low voltage compartment for 
protection relays, metering and other secondary equipment. 

Base frame

Top entry box low voltage cables
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7.  MAINTENANCE

All components in the SF6 tank are maintenance-free for the 
declared life expectancy of the product. The tank is made of 
stainless steel.
If the panels substain any scratches or damage, these must be 
repaired with paint to prevent corrosion.

Mechanical parts are positioned outside the tank and behind 
the front panel. This enables easy access and replacement if 
required.

Mechanical parts are surface-treated to prevent corrosion. 
Moving parts are lubricated at the factory for the product’s life 
expectancy. In extreme conditions (dust, sand and pollution), 
inspection and maintenance will be imperative, and in some 
cases replacements will be necessary. Check that the lubricant 
is not washed or wiped away from the mechanical moving parts. 

7.1 CONTROL AND MONITORING THE GAS

SafeRing / SafePlus is a pressure-sealed system that normally 
does not require special inspections. However the gas pressure 
on the manometer should always be checked prior to operation.
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7.2  ENVIRONMENTAL CERTIFICATION

1.	 LIFE EXPECTANCY OF PRODUCT
 
The product is developed in compliance with the requirements denoted by IEC 298. The design incorporates a life span under indoor service 
conditions exceeding 30 years (IEC 298 annex GG).  
The switchgear is gas-tight with an expected diffusion rate of less than 0.1 % per annum. Referring to the reference-pressure of 1.4 bar, the 
switchgear will maintain gas-tightness and a gas-pressure better than 1.3 bar* throughout its designed life span.     *) at 20oC. 

2. 	 RECYCLING CAPABILITY

Raw Material	 Weight		  % of total 		 Re-	 Environmental effects 
				    weight 		  cycle	 & recycle/reuse  processes
				    – 320kg	
						    
Iron		  132,80 kg		 42,53%		  Yes	 Separate, utilise in favour of new source (ore)	
Stainless steel	 83,20 kg		  24,93%		  Yes	 Separate, utilise in favour of new source (ore)	
Copper		  43,98 kg		  14,09%		  Yes	 Separate, utilise in favour of new source (ore)	
Brass		  2,30 kg		  0,74%		  Yes	 Separate, utilise in favour of new source (ore)	
Aluminium	 8,55 kg		  2,74%		  Yes	 Separate, utilise in favour of new source (ore)	
Zinc		  3,90 kg		  1,25%		  Yes	 Separate, utilise in favour of new source (ore)	
Silver		  0,075 kg		  0,024		  Yes	 Electrolysis, utilise in favour of new source 	

Thermoplastic	 5,07 kg		  1,63%		  Yes	 Make granulate, re-use or apply as energy superior 
							       additive in refuse incineration	
Epoxy incl.
60% quartz 	 26,75 kg		  8,35 %		  Yes	 Grind to powder and use as high-grade energy additive 
							       in cement mill  	
Rubber		  1,35 kg		  0,42 %		  Yes	 High-grade energy additive in refuse incineration	
Dielectric oil	 0,21 kg		  0,066 %		  Yes	 Reclaim or use as High-grade energy additive 
							       in refuse incineration	

SF6 gas		  3,24 kg 		  1,04%		  Yes	 ABB AS in Skien reclaims used SF6 gas.	
					   
Total for recycling 	 311,44kg		 97,25 %	 		

Not specified *	 9,00 kg	 	 	 	 	 *Stickers, Film-foils, powder coating, screws, nuts, 
							       tiny components, grease ….	
Total weight **	 320,00 kg		 100 %		   	

Packing foil	 0,2 kg				    Yes	 High-grade energy additive in refuse incineration	
Wooden pallet 	 21,5 kg				    Yes	 Re-use or use as energy additive in refuse incineration	

**)All figures are collected from CCF 3-way unit with arc suppresser. 

3. 	 END-OF-LIFE

ABB AS,  Power Products Division, is committed to the protection of the environment and adhere to ISO 14001 standards. It is our obligation to 
facilitate end-of-life recycling for our products.
There exist no explicit requirements for how to handle discarded switchgears at end-of-life. ABB’s recycling service is according to IEC 1634 
edition 1995 section 6: «End of life of SF6 filled equipment» and in particular 6.5.2.a: «Low decomposition»: «No special action is required; non-
recoverable parts can be disposed of normally according to local regulations.» 
We also recommend ABB’s website : http://www.abb.com/sf6 .

ABB AS,  Power  Products  Division in Skien is equipped to reclaim SF
6
 gas from discarded switchgears.
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Power Products Division
P. O. Box 108, Sentrum
N-3701 SKIEN
Norway

Tel: +47 35 58 20 00
Fax: +47 35 52 41 08
www.abb.com

Text and illustrations are not binding. 
The right to make alterations is reserved.
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