
Report: Sound Level Measurements

SWEDFAN 2-stage fan 2xAVH160.200.4.8 (50 Hz)

Results:

The measuring points were chosen according to BS 4196.

Background sound level was <50 dB(A) (light breeze).

Point 1: 78 db(A) Point 5: N/A Point 9: 78 db(A) Point 13: 86 db(A)

Point 2: 77 db(A) Point 6: 79 db(A) Point 10: 76 db(A) Point 14: 77 db(A)

Point 3: 78 db(A) Point 7: 78 db(A) Point 11: 76 db(A) Point 15: 76 db(A)

Point 4: 79 db(A) Point 8: 77 db(A) Point 12: 77 db(A) Point 16: 76 db(A)
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SWEDFAN Mining and Tunnelling Fan
2xAVH-R160.200.4.8 with "super"-silencers
2x200 kW, Ø1.600 mm inner fan diameter,
speed 1.480 rpm, 

Fan station placed outdoors on hard surface in 
free field. Instrument: Bruel & Kjaer sound level 
meter 2219.


